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INTRODUCTION 



INTRODUCTION 

This report presents the results of the Relative Accuracy tests performed for Ameren, Labadie 

Station, on Unit 1. 

The purpose of the tests was to determine the Relative Accuracy of the plant CEMS of the unit. 

The results can be found in the Summary of Test Results section of this report. 

The testing was performed by Grace Consulting, Inc., located at 684 Tower Road, Plainfield, IN 

46168. Present during the testing from Grace Consulting, Inc. were Nathan Vineyard, Rodney 

Nelson, Stephen Thornton, Billy Neville, and Gary Edwards. Yoga Swamy from Ameren was 

present to observe the testing. 

The tests were performed on September 24, 2015. The testing was completed in accordance 

with USEPA test methods as published in the July 1, 2015 Federal Register, - "Standards of 

Performance for New Stationary Sources" and subsequent revisions. 

The sampling and analytical procedures can be found in the Sampling and Analytical Procedures 

section of this report. The raw field data and the equations used to determine the final results are 

presented in the Appendix section. 



SUMMARY OF TEST RESULTS 



SUMMARY OF TEST RESULTS 

The following presents the results of the Relative Accuracy tests performed for Ameren, Labadie Station, on Unit 1. 

RELATIVE ACCURACY 
PART75 

Date Monitor Units RA Allowable Results 

0 9-24-15 NOx lb/mmBtu 1. 32% 10% Pass 

0 9-24-15 802 ppm 2.23% 10% Pass 

09-24-15 C02 Percent 0.29% 10% Pas s 

09-24-15 Flow (H) SCFE 0.54% 10 % Pass 

BIAS TEST RESULTS 

Bias 
Results Bias 

Monitor Mean of Confidence Factor Adj. 

Date Monitor Designation Difference Coefficient R!!~Uired Factor 

::>9-24-15 NOx lb/mmBtu 0.000 0 . 001 No N/ A 

09-24-15 802 ppm -2.956 1. :!.33 No N/A 

09-24-15 Flow (H) SCFH 88222.222 352840.561 No N/ A 

STRATIFICATION 

Greatest 
Date Point 1 Point2 Polnt3 Average Deviation 

09-24 - 15 NOx 5 6.11 58 . 21 58.13 57.48 2 .3 9% 

09-24-15 802 183.81 183.53 183.46 183.60 0.11% 

:J9-24-15 co2 13.06 13.02 12.98 13.02 0. 30% 



NOx CONVERTER EFFICIENCY 

N02 Gas Value Recorded Value Converter Efficiency % 

09-24-15 50.29 48.60 96.64% 

PROTOCOL GAS 

Gas Type Low (zero) Mid PGVP# Exp date High PGVP# Exp date 

NOx EB00054563- CC75313 812014 09-12-22 !..CCO-SA16978 Bl2011 1 0-29-1. 9 

sol EB00054563 CC75313 B12:Jl4 09-1..2-22 LCCO-SA16978 Bl2011 10-29-1..9 

CO:. EB00054563 CC75313 B12014 09-12-22 SG9148338BAL 812014 06 -3 0-22 

The complete results can be found on the computer printouts following . 



INTERMEDIATE CALCULATIONS 



Use 
y 
y 
y 
y 
y 
y 
N 
y 
y 
y 

Averages 

Grace Consulting, Inc. 

Ameren: Labadie Unit 1 
Relative Accuracy Test Audit 

Relative Accuracy Calculations and Results 
NOx lb/mmBtu 

9/24/2015 

Start Stop NOx lb/mmBtu 
y Time Run RM CEMS Difference 

14:00 14:20 1 0.090 0.089 0.001 
14:35 14:55 2 0.090 0.090 0.000 
15:10 15:30 3 0.089 0.090 -0.001 
15:45 16:05 4 0.089 0.090 -0.001 
16:20 16:40 5 0.089 0.090 -0.001 
16:55 17:15 6 0.091 0.090 0.001 
17:30 17:50 7 0.087 0.090 -0.003 
18:05 18:25 8 0.092 0.090 0.002 
18:40 19:00 9 0.091 0.090 0.001 
19:15 19:35 10 0.091 0.090 0.001 

0.090 0.090 0.000 

Standard Deviation 0.001 
Confidence Coefficient 0.001 
Relative Accuracy 1.32 

Bias Test Pass/Fail PASS 
Bias Adjustment Factor 1.000 

*Central Standard Time 



Use 
N 
y 
y 
y 
y 
y 
y 
y 
y 
y 

Averages 

Grace Consulting, Inc. 

Ameren: Labadie Unit 1 
Relative Accuracy Test Audit 

Relative Accuracy Calculations and Results 
S02 PPM 

Start Stop 
Time Time 
14:00 14:20 
14:35 14:55 
15:10 15:30 
15:45 16:05 
16:20 16:40 
16:55 17:15 
17:30 17:50 
18:05 18:25 
18:40 19:00 
19:15 19:35 

9/24/2015 

Run 
1 
2 
3 
4 
5 
6 
7 
8 
9 
10 

S02 PPM 
RM CEMS 

182.400 187.500 
182.100 187.000 
183.300 186.200 
183.000 187.800 
183.900 187.500 
183.800 185.400 
183.400 184.800 
182.900 183.600 
182.600 186.200 
182.600 185.700 

183.067 186.022 

Standard Deviation 
Confidence Coefficient 
Relative Accuracy 

Bias Test Pass/Fail 
Bias Adjustment Factor 

*Central Standard Time 

Difference 
-5.100 
-4.900 
-2.900 
-4.800 
-3.600 
-1.600 
-1.400 
-0.700 
-3.600 
-3.100 

-2.956 

1.474 
1.133 
2.23 

PASS 
1.000 
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y 
N 
y 
y 
y 
y 
y 
y 
y 
y 

Averages 

Grace Consulting, Inc. 

Ameren: Labadie Unit 1 
Relative Accuracy Test Audit 

Relative Accuracy Calculations and Results 
C02 Percent 

9/24/2015 

Start Stop C02 Percent 
Time Time Run RM CEMS Difference 
14:00 14:20 1 13.100 13.100 0.000 
14:35 14:55 2 13.000 13.100 -0.100 
15:10 15:30 3 13.100 13.100 0.000 
15:45 16:05 4 13.100 13.100 0.000 
16:20 16:40 5 13.100 13.100 0.000 
16:55 17:15 6 13.100 13.100 0.000 
17:30 17:50 7 13.200 13.100 0.100 
18:05 18:25 8 13.000 13.000 0.000 
18:40 19:00 9 12.900 13.000 -0.100 
19:15 19:35 10 13.000 13.000 0.000 

13.067 13.067 0.000 

Standard Deviation 0.050 
Confidence Coefficient 0.038 
Relative Accuracy 0.29 

*Central Standard Time 



Use 
y 
y 
y 
N 
y 
y 
y 
y 
y 

N 
y 
N 

Averages 

Run 
1 
2 
3 
4 
5 
6 
7 
8 
9 
10 
11 
12 

Grace Consulting Inc. 

Ameren: Labadie Unit Unit 1 
Relative Accuracy Test Audit 

Relative Accuracy Calculations and Results 
High Flow 

Start Stop 
Time Time 
18:19 18:34 
18:37 18:41 
18:42 18:46 
18:47 18:51 
18:52 18:56 
18:57 19:01 
19:02 19:06 
19:07 19:11 
19:12 19:16 
19:17 19:21 
19:22 19:26 
19:27 19:31 

9/24/2015 

High Flow 
RM CEMS 

82739000 81799000 
81554000 82125000 
82871000 82400000 
82324000 81804000 
81968000 81894000 
82255000 82004000 
81918000 81824000 
81646000 81645000 
81634000 81604000 
80573000 81995000 
81136000 81632000 
80988000 81661000 

81969000.000 81880777.778 

Standard Deviation 
Confidence Coefficient 
Relative Accuracy 

Bias Test Pass/Fail 
Bias Adjustment Factor 

*Central Standard Time 

Difference 
940000 

-571000 
471000 
520000 

74000 
251000 
94000 
1000 

30000 
-1422000 
-496000 
-673000 

88222.222 

459029.350. 
352840.561 

0.54 

PASS 
1.000 



Date: 
Pollutant: 

Monitor Span: 

Run 
Average 

Number 
Measured 

Value 

1 54.20 
2 53.79 
3 54.01 
4 53.86 
5 53.64 
6 55.10 
7 53.21 
8 55.49 
9 54.59 
10 54.75 

Grace Consulting, Inc. 

Sampling System Bias Check and Measured Value Correction 

Ameren 
Labadie- Unit 1 

9/24/2015 
NOx 

201 .3 

Initial Zero Final Zero Zero Gas 
Initial Final 

Upscale Calibration 
Corrected 

Upscale Upscale Value, 
Gas Bias 

0.60 
0.80 
0.40 
0.60 
0.60 
0.70 
0.60 
0.70 
0.80 
0.70 

where: 

Gas Bias Drift 
Gas Bias Gas Bias 

Gas Drift Gas 
Wet Basis 

0.80 0.10 100.60 101.30 0.35 100.20 53.50 
0.40 -0.20 101.30 101 .10 -0.10 100.20 53.00 
0.60 0.10 101 .10 101.40 0.15 100.20 53.20 
0.60 0.00 101 .40 101.20 -0.10. 100.20 53.00 
0.70 0.05 101.20 100.90 -0.15 100.20 52.90 
0.60 -0.05 100.90 100.80 -0.05 100.20 54.50 
0.70 0.05 100.80 101 .20 0.20 100.20 52.50 

0.80 0.05 101.20 101 .40 0.10 100.20 54.50 
0.70 -0.05 101.40 101.20 -0.10 100.20 53.70 
0.80 0.05 101.20 101.90 0.35 100.20 53.70 

Cgas = (Cavg- Co)* Cma I (Cm- Co) Eq. 6C-1 

Cgas = Effluent gas concentration, dry basis, ppm 

Cavg =Average gas concentration indicated by gas analyzer, dry basis, ppm 

Co = Average of initial and final system calibration bias check responses 

for the zero gas, ppm 
Cm = Average of initial and final system calibration bias check responses 

for the upscale calibration gas, ppm 

Cma = Actual concentration of the upscale calibration gas, ppm 



Date: 
Pollutant: 

Monitor Span: 

Run 
Average 

Measured 
Number 

Value 
1 182.83 
2 182.90 
3 183.82 
4 183.39 
5 184.05 
6 183.68 
7 183.70 
8 183.67 
9 183.50 
10 183.26 

Grace Consulting, Inc. 

Sampling System Bias Check and Measured Value Correction 

Ameren 
Labadie - Unit 1 

9/24/2015 
S02 

418.4 

Initial Zero Final Zero Zero Gas 
Initial Final 

Upscale Calibration 
Corrected 

Upscale Upscale Value, Wet 
Gas Bias 

0.80 
1.10 
1.30 
0.80 
0.90 
1.10 
1.20 
1.10 
1.20 
1.10 

where: 

Gas Bias Drift 
Gas Bias Gas Bias 

Gas Drift Gas 
Basis 

1.10 0.07 241.80 243.10 0.31 242.20 182.40 

1.30 0.05 243.10 242.70 -0.10 242.20 182.10 
0.80 -0.12 242.70 242.30 -0.10 242.20 183.30 

0.90 0.02 242.30 242.60 0.07 242.20 183.00 

1.10 0.05 242.60 241.50 -0.26 242.20 183.90 

1.20 0.02 241.50 241.90 0.10 242.20 183.80 

1.10 -0.02 241.90 242.60 0.17 242.20 183.40 

1.20 0.02 242.60 243.10 0.12 242.20 182.90 

1.10 -0.02 243.10 242.90 -0.05 242.20 182.60 

1.20 0.02 242.90 242.40 -0.12 242.20 182.60 

Cgas = (Cavg- Co)* Cma I (Cm - Co) Eq. 6C-1 

Cgas =Effluent gas concentration, dry basis, ppm 
Cavg =Average gas concentration indicated by gas analyzer, dry basis, ppm 

Co= Average of initial and final system calibration bias check responses 

for the zero gas, ppm 
Cm = Average of initial and final system calibration bias check responses 

for the upscale calibration gas, ppm 

Cma = Actual concentration of the upscale calibration gas, ppm 



Date: 
Pollutant: 

Monitor Span: 

Run 
Average 

Number 
Measured 
Percent 
12.94 

2 12.82 
3 12.91 
4 12.96 
5 12.97 
6 12.97 
7 13.14 
8 13.06 
9 12.98 
10 13.01 

Grace Consulting, Inc. 

Sampling System Bias Check and Measured Value Correction 

Ameren 
Labadie -Unit 1 

9/24/2015 
C02 
22.15 

initial Zero Final Zero Zero Gas 
Initial Final 

Upscale Calibration 
Corrected 

Upscale Upscale Percent, 
Gas Bias 

0.00 
0.10 
0.10 
0.00 
0.10 
0.10 
0.10 
0.10 
0.10 
0.10 

where: 

Gas Bias Drift 
Gas Bias Gas Bias 

Gas Drift Gas 
Wet Basis 

0.10 0.45 11.40 11.30 -0.45 11.49 13.10 
0.10 0.00 11.30 11.40 0.45 11.49 13.00 
0.00 -0.45 11.40 11.30 -0.45 11.49 13.10 
0.10 0.45 11.30 11 .40 0.45 11.49 13.10 
0.10 0.00 11 .40 11.30 -0.45 11.49 13.10 
0.10 0.00 11.30 11.40 0.45 11 .49 13.10 
0.10 0.00 11.40 11.50 0.45 11.49 13.20 
0.10 0.00 11.50 11.60 0.45 11.49 13.00 
0.10 0.00 11 .60 11 .50 -0.45 11.49 12.90 
0.1 0 0.00 11.50 11 .50 0.00 11.49 13.00 

Cgas = (Cavg - Co) * Cma I (Cm - Co) Eq. 6C-1 

Cgas = Effluent gas concentration, dry basis, percent 

Cavg =Average gas concentration indicated by gas analyzer, dry basis, percent 

Co= Average of initial and final system calibration bias check responses 

for the zero gas, percent 
Cm = Average of initial and final system calibration bias check responses 

for the upscale calibration gas, percent 

Cma = Actual concentration of the upscale calibration gas, percent 



Grace Consulting Inc. 
Moisture Calculations (Runs 1 • 12) 

Client: Ameren 
Site: Labadie 

Date: 09/24/15 
Unit Number: Unit 1 

Load: High 

Run: 
Initial Weight of lmpingers: 
Final Weight of lmpingers: 
Weight gain of lmpingers: 

Initial Meter Reading: 
Final Meter Reading: 

Volume Metered: 
Meter Temperature: 

Delta H: 
Barometric Pressure: 

Meter Correction Factor: 

Volume Measured (DSCF): 
Water Volume (SCF): 

% Moisture in Flue Gas: 

1-6 7-12 
3415.00 3463.00 
3478.00 3527.00 
63.00 64.00 

610.740 634.127 
632.930 656.330 
22.190 22.203 
108.00 109.00 
2.1 0 2.10 

29.32 29.32 
0.975 0.975 

19.80 19.78 
2.97 3.02 
13.00 13.20 



Method 2H Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 1 Md 30.56 
Baro Press 29.32 C02 14.9 
Pitot Coef. 0.809 02 4.4 <INPUTS 

Static Press 1.10 Pltot No. IN4A 
Molecular Wt. 28.93 %Moisture 13.0 
Area of Flue 330.1 Load High 
Stack Diameter 20.50 

Point No. Dist from Time Stack T Sqrt.aP Yaw Angle Point Vel 
PortA Wall (in.) 

1 1.00 9/24/1518:34 247.2 1.189 -10.2 73.80 
2 2.00 9/24/1518:34 332.0 1.337 -10.4 87.76 
3 3.00 9/24/15 18:33 353.1 1.415 -9.8 94.29 
4 4.00 9/24/15 18:31 358.4 1.453 -9.6 97.19 
5 5.00 9/24/15 18:30 359.2 1.518 -5.1 102.63 
6 6.00 9/24/15 18:29 359.2 1.553 -6.0 104.83 
7 7.00 9/24/15 18:28 360.8 1.551 -6.6 104.68 

A4 7.87 9/24/15 18:28 358.7 1.582 -6.5 106.65 
8 8.00 9/24/15 18:28 358.7 1.582 -6.5 106.65 
9 9.00 9/24/1 5 18:27 359.7 1.534 -5.9 103.60 
10 10.00 9/24/1518:26 360.2 1.563 -5.1 105.73 
11 11.00 9/24/1518:25 358.2 1.526 -5.7 103.00 
12 12.00 9/24/1518:24 362.1 1.541 -5.5 104.30 

D-R em 14.22 9/24/15 18:23 358.7 1.540 -5.3 104.05 
A3 25.83 9/24/15 18:21 357.8 1.581 -4.7 106.86 
A2 47.72 9/24/15 18:19 359.9 1.661 -4.4 112.45 
A1 79.46 9/24/1518:19 357.6 1.588 -4.7 107.32 

Average 358.5 1.513 -6.6 101.52 



Method 2H Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 1 Md 30.56 
Baro Press 29.32 C02 14.9 
Pitot Coef. 0.808 02 4.4 <INPUTS 

Static Press 1.10 Pitot No. IN4B 
Molecular Wt. 28.93 %Moisture 13.0 
Area of Flue 330.1 Load High 
Stack Diameter 20.50 

Point No. Dist from Time Stack T Sqrt.t.P Yaw Angle Point Vel 
Port B Wall (in.) 

1 1.00 9/24/15 18:34 333.8 1.298 -4.2 86.38 
2 2.00 9/24/15 18:34 354.0 1.375 -3.9 92.70 
3 3.00 9/24/15 18:33 357.9 1.397 -4.4 94.35 
4 4.00 9/24/15 18:31 360.0 1.424 -4.1 96.33 
5 5.00 9/24/15 16:30 361 .2 1.533 -4.0 103.80 
6 6 .00 9/24/15 18:29 358.0 1.576 -4.1 106.49 
7 7.00 9/24/15 18:28 360.0 1.564 -3.9 105.83 

A4 7.87 9/24/15 18:28 358.5 1.598 -3.8 108.04 
8 8.00 9/24/15 18:28 358.5 1.598 -3.8 108.04 
9 9.00 9/24/15 18:27 362.3 1.583 ·3.8 107.28 
10 10.00 9/24/15 18:26 359.2 1.562 -3.8 105.66 
11 11.00 9/24/15 18:25 361 .8 1.562 -3.9 105.81 
12 12.00 9/24/15 18:24 360.6 1.559 -3.6 105.57 

D-R em 14.22 9/24/15 18:23 359.8 1.580 -4.0 106.89 
A3 25.63 9/24/15 18:21 359.8 1.653 -6.8 111 .31 
P\2 47.72 9/24/15 18:19 361 .9 1.667 -7.6 112.20 
A1 79.46 9/24/15 18:19 360.5 1.687 -7.3 113:53 

Average 360.2 1.542 -4.5 104.13 



Method 2H Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 1 Md 30.56 
Baro Press 29.32 C02 14.9 
Pitot Coef. 0.808 02 4.4 <INPUTS 

Static Press 1.10 Pitot No. IN4C 
Molecular Wt. 28.93 %Moisture 13.0 
Area of Flue 330.1 Load High 
Stack Diameter 20.50 

Point No. Distfrom Time Stack T Sqrt . .6.P Yaw Angle Point Vel 

Porte Wall (in.} 
1 1.00 9/24/15 18:34 234.4 1.107 13.0 67.32 
2 2.00 9124/15 18:34 238.9 1.229 12.6 75.10 
3 3.00 9/24/15 18:33 281.5 1.314 10.8 83.25 
4 4.00 9/24/15 18:31 324.9 1.386 10.0 90.57 
5 5.00 9/24/15 18:30 345.6 1.491 11 .2 98.32 
6 6.00 9/24/15 18:29 354.7 1.548 1.5 104.61 
7 7.00 9/24/15 18:28 360.0 1.600 4.8 108.14 

A4 7.87 9/24/15 18:28 359.2 1.604 4.1 108.46 
8 8.00 9/24/15 18:28 359.2 1.604 4.1 106.46 
9 9.00 9/24/15 18:27 358.3 1.651 4.9 111 .45 
10 10.00 9/24115 18:26 361 .5 1.631 4.3 110.41 
11 11.00 9/24/15 18:25 358.8 1.651 4.6 111.53 
12 12.00 9/24/15 18:24 361.5 1.650 4.8 111.62 

D-R em 14.22 9/24/15 18:23 360.3 1.662 4.0 112.47 
A3 25.83 9/24/15 18:21 361.3 1.732 -0.2 117.56 
A2 47.72 9124/15 18:19 359.9 1.733 -10.4 115.60 
A1 79.46 9/24/15 18:19 361 .2 1.759 -1.1 119.37 

Average 360.4 1.550 4.9 103.19 



Method 2H Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 1 Md 30.56 
Baro Press 29.32 C02 14.9 
Pitot Coef. 0.808 02 4.4 <INPUTS 

Static Press 1.10 Pitot No. IN4D 
Molecular Wt. 28.93 %Moisture 13.0 
Area of Flue 330.1 Load High 
Stack Diameter 20.50 

Point No. Dist from Time Stack T Sqrt..:\P Yaw Angle Point Vel 
Port D Wall (in.) 

1 1.00 9/24/15 18:34 259.7 1.271 2.1 80.71 
2 2.00 9/24/15 18:34 264.5 1.349 2.2 85.94 
3 3.00 9/24/15 18:33 294.2 1.361 2.1 88.47 
4 4.00 9/24/15 18:31 350.7 1.441 2.7 97.07 
5 5.00 9/24/15 18:30 360.2 1.483 2.1 100.53 
6 6.00 9/24/15 18:29 357.2 1.550 2.4 104.85 
7 7.00 9/24/15 18:28 358.7 1.668 2.7 112.91 

A4 7.87 9/24/15 18:28 354.3 1.664 2.9 112.32 
8 8.00 9/24/15 18:28 354.3 1.664 2.9 112.32 
9 9.00 9/24/1518:27 359.6 1.666 2.1 112.89 
10 10.00 9/24/15 18:26 351 .7 1.644 2.2 110.85 
11 11.00 9/24/15 18:25 357.8 1.639 2.2 110.93 
12 12.00 9/24/15 18:24 362.1 1.615 1.2 109.65 

D-Rem 14.22 9/24/15 18:23 359.3 1.653 0.0 112.06 
A3 25.83 9/24/1518:21 355.0 1.632 3.2 110.18 
A2 47.72 9/24/1518:19 359.2 1.753 -1.1 118.81 
A1 79.46 9/24/1518:19 361 .5 1.741 0.3 118.19 

Average 357.5 1.576 1.9 105.80 



Method 2H Worksheet 2H-1 
Client Ameren Date 9/24/2015 
Project No. 15-409 Unit 1 
Probe Type Stype Test Location Stack 
Pltot No. IN4A Operator GCI 
Port A Stack r in. 123.0 

Distance from Measured Decay Intermediate Calculations Area of Volumetric 
Wall Velocity Velocity Segment Flow in 

Segment 
(in.) (ft/sec) (ftlsec) (in"2) (in"2) (in"2) (ft-in"2/sec) 

1 73.80 36.90 11883.60 11691 .17 192.43 7100.79 
2 87.76 80.78 11691 .17 11500.30 190.86 15417.87 
3 94.29 91 .03 11500.30 11311.01 189.29 17230.27 
4 97.19 95.74 11311.01 11123.29 187.72 17972.39 
5 102.63 99.91 11123.29 10937.14 186.15 18598.25 
6 104.83 103.73 10937.14 10752.56 184.58 19146.40 
7 104.68 104.76 10752.56 10569.55 183.01 19171.05 
8 106.65 105.67 10569.55 10388.12 181.44 19171.61 
9 103.60 105.13 10388.12 10208.25 179.87 18908.50 
10 105.73 104.67 10208.25 10029.95 178.30 18661 .36 
11 103.00 104.37 10029.95 9853.23 176.73 18443.93 
12 104.30 103.65 9853.23 9678.07 175.15 18154.76 

Total volumetric flow for all sections located between stack wall and d last. 207977.1 7 
Velocity measured at d rem 104.05 
Total area in remainder of Method 1 equal area segment. 765.37404 
Total flow in remainder of Method 1 equal area segment (Qrem) 79637.1689 

Wall effects-adjusted flow in equal area sector. (Qt) 287614.34 
Replacement point for Port A. 96.81 



Method 2H Worksheet 2H-1 
Client Ameren Date 9/2412015 
Project No. 15-409 Unit 1 
Probe Type Stype Test Location Stack 
Pltot No. IN4B Testers GCI 
Port 8 Stack r in. 123.0 

Distance from Measured Decay Intermediate Calculations Area of Volumetric 
Wall Velocity Velocity Segment Flow in 

Segment 
(in.) (ft/sec) (ft/sec) (inA2) (in .... 2) (inA2) (ft-in .... 2/sec) 

1 86.38 43.19 11883.60 11691.17 192.43 8311.19 
2 92.70 89.54 11691.17 11500.30 190.86 17089.82 
3 94.35 93.53 11500.30 11311.01 189.29 17703.50 
4 96.33 95.34 11311.01 11123.29 187.72 17897.30 
5 103.80 100.07 11123.29 10937.14 186.15 18627.10 
6 106.49 105.15 10937.14 10752.56 184.58 19407.58 
7 105.83 106.16 10752.56 10569.55 183.01 19428.18 
8 108.04 106.94 10569.55 10388.12 181.44 19402.03 
9 107.28 107.66 10388.12 10208.25 179.87 19364.46 
10 105.66 106.47 10208.25 10029.95 178.30 18983.18 
11 105.81 105.74 10029.95 9853.23 176.73 1868f?.04 
12 105.57 105.69 9853.23 9678.07 175.15 18512.07 

Total volumetric flow for all sections located between stack wall and d last. 213412.47 
Velocity measured at d rem 106.89 
Total area In remainder of Method 1 equal area segment. 7~5.37404 

Total flow In remainder of Method 1 equal area segment. (Qrem) 81810.8311 
Wall effects-adjusted flow in equal area sector. (Qt) 295223.30 
Replacement point for Port B. 99@7 



Method 2H Worksheet 2H-1 
Client Ameren Date 9/24/2015 
Project No. 15-409 Unit 1 
Probe Type Stype Test Location Stack 
Pitot No. IN4C Testers GCI 
Port c Stack r in. 123.0 

Distance from Measured Decay Intermediate Calculations Area of Volumetric 
Wall Velocity Velocity Segment Flow in 

Segment 

(in.) (ftlsec) (ft/sec) (in"2) (in"2) (in"2) (ft-in"2/sec) 
1 67.32 33.66 11883.60 11691.17 192.43 64n.3o 
2 75.10 71 .21 11691.17 11500.30 190.86 13591.31 
3 83.25 79.18 11500.30 11311.01 189.29 14987.16 
4 90.57 86.91 11311.01 11123.29 187.72 16314.82 
5 98.32 94.45 11123.29 10937.14 186.15 17580.94 
6 104.61 101.47 10937.14 10752.56 184.58 18728.33 
7 108.14 106.38 10752.56 10569.55 183.01 19467.52 
8 108.46 108.30 10569.55 10388.12 181.44 19649.70 
9 111.45 109.96 10388.12 10208.25 179.87 19777.26 
10 110.41 110.93 10208.25 10029.95 178.30 19778.~8 

11 111.53 110.97 10029.95 9853.23 176.73 19611.20 
12 111.62 111 .58 9853.23 9678.07 175.15 19542.86 

Total volumetric flow for all sections located between stack wall and d last. 205506.78 
Velocity measured at d rem 112.47 

Total area in remainder of Method 1 equal area segment. 765.37404 .... 
Total flow in remainder of Method 1 equal area segment. (Qrem) 86081.61'83 
Wall effects-adjusted flow in equal area sector. (Qt) 291588.40 
Replacement point for Port C. 98.15 



Method 2H Worksheet 2H-1 
Client Ameren Date 9/2412015 
Project No. 15-409 Unit 1 
Probe Type s type Test Location Stack 
Pltot No. IN4D Testers GCI 
Port D Stack r in. 123.0 

Distance from Measured Decay Intermediate Calculations Area of Volumetric 
Wall Velocity Velocity Segment Flow in 

Segment 
(in.) (fUsee) (ft/sec) (in .... 2) (in .... 2) (in .... 2) (ft-in .... 2/sec) 

1 80.71 40.36 11883.60 11691.17 192.43 7765.64 
2 85.94 83.33 11691.17 11500.30 190.86 15903.61 
3 88.47 87.21 11500.30 11311.01 189.29 16507.18 
4 97.07 92.77 11311 .01 11123.29 187.72 17414.86 
5 100.53 98.80 11123.29 10937.14 186.15 18391.62 
6 104.85 102.69 10937.14 10752.56 184.58 18954.44 
7 112.91 108.88 10752.56 10569.55 183.01 19925.96 
8 112.32 112.62 10569.55 10388.12 181 .44 20432.60 
9 112.89 112.61 10388.12 10208.25 179.87 20253.91 
10 110.85 111.87 10208.25 10029.95 178.30 19945.98 
11 110.93 110.89 10029.95 9853.23 176.73 19597.0~ 

12 109.65 110.29 9853.23 9678.07 175.15 19317,78 
Total volumetric flow for all sections located between stack wall and d last. 214410.64 
Velocity measured at d rem 11i06 
Total area In remainder of Method 1 equal area segment. 765.37404 
Total flow In remainder of Method 1 equal area segment. (Qrem) 85767.8149 
Wall effects-adjusted flow in equal area sector. (Qt) 300178.46 
Replacement point for Port D. 101.04 



Method 2H Calculations 
Drem = 14.2168 

Point Dist. PortA PortB Porte PortO Uncorrected Vavg 112.43 
From Wall Provisional Adj. 

1.00 73.80 86.38 67.32 80.71 V'avg 109.92 
2.00 87.76 92.70 75.10 85.94 
3.00 94.29 94.35 83.25 88.47 Wall Adj Factor 0.9777 
4.00 97.19 96.33 90.57 97.07 Must be >97% 
5.00 102.63 103.80 98.32 100.53 
6.00 104.83 106.49 104.61 104.85 
7 .00 104.68 105.83 108.14 112.91 
7.87 106.65 108.04 108.46 112.32 
8.00 106.65 108.04 108.46 112.32 
9.00 103.60 107.28 111.45 112.89 Average Temp 359 

10.00 105.73 105.66 110.41 110.85 Average Angle -1.09 
11.00 103.00 105.81 111.53 110.93 
12.00 1'04.30 105.57 111.62 109.65 
14.22 104.05 106.89 112.47 112.06 Unadj KSCFH 84625;8 
25.83 106.86 111.31 117.56 110.18 Adj KSCFH 82738.6 
47.72 112.45 112.20 115.60 118.81 SCFH 82739000 
79.46 107.32 113.53 119.37 118.19 



Method 2G Worksheet 
Client Ameren Date 9/2412015 
Project No. 15-409 Run No. 2 Md 30.56 
Baro Press 29.32 C02 14.9 
Static Press 1.10 02 4.4 <INPUTS 

Molecular Wt. 28.93 %Moisture 13.0 
Area of Flue 330.1 Load High 

Point No. Time StackT Sqrt.aP Yaw Angle Point Vel 

A1 9/24/15 18:37 353.7 1.610 -6.7 108.17 Pitot Coef. A Pitot No. 
A2 9/24/15 18:38 355.3 1.606 -5.7 108.21 0.809 IN4A 
A3 9/24/15 18:38 353.3 1.510 2.0 102.06 
A4 9/24/15 18:41 352.5 1.226 5.5 82.49 

81 9/24/1 5 18:37 353.1 1.682 -10.5 111.70 Pltot Coef. B Pitot No. 
82 9/24/15 18:38 360.1 1.703 -10.6 113.54 0.808 IN48 
83 9/24/15 18:38 356.4 1.701 -10.7 113.11 
B4 9/24/15 18:41 296.1 1.537 0.2 100.10 

C1 9/24/15 18:37 358.9 1.767 3.6 119.53 Pltot Coef. C Pitot No. 
C2 9/24/15 18:38 350.3 1.749 -0.4 117.92 0.808 IN4C 
C3 9/24/15 18:38 351 .2 1.740 -0.4 117.37 
C4 9/24/15 18:41 353.0 1.519 -16.1 98.56 

01 9/24/15 18:37 352.6 1.743 2.5 117.57 Pitot Coef. D Pltot No. 
02 9/24/15 18:38 353.6 1.735 5.8 116.61 0.808 IN40 
03 9/24/15 18:38 354.6 1.737 6.0 116.78 
04 9/24/15 18:41 355.6 1.655 7.3 111.04 

Average 350.6 1.639 -1.8 109.67 

KSCFH 83414 
AOJKSCFH 81553.9 
SCFH 81554000 



Method 2G Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 3 Md 3o:56 
Baro Press 29.32 C02 14.9 
Static Press 1.10 02 4.4 <INPUTS 

Molecular Wt. 28.93 %Moisture 13.0 
Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt . .6.P Yaw Angle Point Vel 

A1 9/24/15 18:42 351 .8 1.614 -9.0 107.71 Pitot Coef. A Pltot No. 
A2 9/24/15 18:43 353.5 1.608 -9.8 107.17 0.809 IN4A 
A3 9/24/15 18:44 351 .6 1.594 -9.7 106.15 
A4 9/24/15 18:46 350.5 1.552 -8.4 103.66 

81 9/24/15 18:42 351.3 1.678 -6.3 112.52 Pitot Coef. B Pltot No. 
82 9/24/15 18:43 357.3 1.683 -6.1 113.31 0.808 IN4B 

83 9124/15 18:44 357.3 1.659 -5.5 111.82 
B4 9/24/15 18:46 303.6 1.576 -5.1 102.74 

C1 9/24/15 18:42 352.2 1.761 0.4 118.86 Pitot Coef. C Pltot No. 
C2 9/24/15 18:43 356.4 1.747 -0.5 118.22 0.808 IN4C 

C3 9/24/15 18:44 358.0 1.737 1.2 117.64 
C4 9124/15 18:46 357.5 1.603 -10.1 106.87 

01 9/24/15 18:42 356.6 1.770 8.9 118.36 Pitot Coef. D Pitot No. 
02 9/24/15 18:43 357.6 1.745 9.1 116.69 0.808 IN40 
03 9/24/15 18:44 358.6 1.699 5.2 114.66 
04 9/24/15 18:46 359.6 1.646 10.3 109.81 

Average 362.1 1.667 -2.2 111.64 

KSCFH 84761 
AOJKSCFH 82870.8 
SCFH 82871000 



Method 2G Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 4 Md 30.56 
Baro Press 29.32 C02 14.9 
Static Press 1.10 02 4.4 <INPUTS 

Molecular Wt. 28.93 %Moisture 13.0 
Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt.8P Yaw Angle Point Vel 

A1 9/24/15 18:47 352.7 1.614 -8.2 108.00 Pitot Coef. A Pltot No. 
A2 9/24/15 18:48 351.4 1.600 -7.9 107.05 0.809 IN4A 

A3 9/24/15 18:49 349.4 1.520 -10.3 100.90 
A4 9/24/15 18:51 348.8 1.521 -10.4 100.89 

81 9/24/15 18:47 355.2 1.680 -5.6 113.07 Pitot Coef. B Pitot No. 
82 9/24/15 18:48 358.2 1.671 -5.6 112.67 0.808 IN4B 

83 9/24/15 18:49 361.1 1.636 -5.5 110.52 

84 9/24/15 18:51 279.7 1.564 -4.8 100.39 

C1 9/24/1518:47 355.0 1.749 0.3 118.26 Pitot Coef. C Pitot No. 
C2 9/24/15 18:48 357.8 1.737 0.1 117.65 0.808 IN4C 

C3 9/24/15 18:49 352.5 1.706 0.7 115.17 
C4 9/24/15 18:51 352.3 1.654 7.9 110.59 

01 9/24/15 18:47 360.6 1.747 7.7 117.46 Pitot Coef. D Pltot No. 
02 9/24/15 18:48 361 .6 1.750 9.4 117.21 O.Bo8 IN40 
03 9/24/15 18:49 362.6 1.685 9.6 112.86 
D4 9/24/15 18:51 363.6 1.639 8.2 110.27 

Average 351.4 1.655 -0.9 110.81 

KSCFH 84202 
AOJKSCFH 82324.3 
SCFH 82324000 



Method 2G Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 5 Md 30.56 
Baro Press 29.32 C02 14.9 
Static Press 1.10 02 4.4 <INPUTS 

Molecular Wt. 28.93 %Moisture 13.0 
Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt.aP Yaw Angle Point Vel 

A1 9/24/15 18:52 356.9 1.624 -13.9 106.85 Pitot Coef. A Pitot No. 
A2 9/24/15 18:53 356.4 1.594 -10.2 106.30 0.809 IN4A 
A3 9/24/1518:55 357.5 1.584 -12.7 104.77 
A4 9/24/15 18:56 351.4 1.546 -2.3 104.35 

81 9/24/15 18:52 357.1 1.687 -5.2 113.75 Pitot Coef. B Pitot No. 
82 9/24/15 18:53 352.1 1.688 -6.2 113.27 0.808 IN4B 

83 9/24/15 18:55 355.7 1.637 -3.0 110.58 
84 9/24/15 18:56 291 .0 1.531 -2.3 99.29 

C1 9/24/15 18:52 349.7 1.770 2.4 119.19 Pitot Coef. C Pltot No. 
C2 9/24/1518:53 358.0 1.704 -5.0 114.99 0.808 IN4C 
C3 9/24/15 18:55 353.9 1.710 1.3 115.52 
C4 9/24/15 18:56 357.1 1.562 1.8 105.70 

D1 9/24/15 18:52 364.6 1.762 7.3 118.87 Pitot Coef. D Pitot No. 
D2 9/24/15 18:53 365.6 1.740 7.8 117.32 0.808 IN4D 
D3 9/24/15 18:55 366.6 1.690 9.4 113.54 
D4 9/24/1518:56 367.6 1.573 7.2 106.33 

Average 353.8 1.650 -1.5 110.66 

KSCFH 83838 
ADJKSCFH 81968.4 
SCFH 81968000 



Method 2G Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 6 Md 30.56 

Baro Press 29.32 C02 14.9 
Static Press 1.10 02 4.4 <INPUTS 

Molecular wt. 28.93 %Moisture 13.0 
Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt.dP Yaw Angle Point Vel 

A1 9/24/15 18:57 359.1 1.607 -10.0 107.41 Pitot Coef. A Pltot No. 
A2 9/24/15 18:58 354.5 1.621 -7.3 108.82 0.809 IN4A 

A3 9/24/15 18:59 354.5 1.601 -7.6 107.40 

A4 9/24/1519:01 352.2 1.527 -13.4 100.39 

81 9/24/15 18:57 357.6 1.700 -1 .9 115.07 Pltot Coef. B Pltot No. 
82 9/24/15 18:58 358.0 1.693 -1.4 114.65 0.808 IN4B 

83 9/24/15 18:59 354.0 1.642 -0.8 110.95 

84 9/24/1519:01 278.0 1.545 -1.2 99.39 

C1 9/24/15 18:57 352.1 1.719 -8.8 114.66 Pltot Coef. C Pltot No. 
C2 9/24/15 18:58 351.6 1.740 -0.7 117.40 0.808 IN4C 

C3 9/24/15 18:59 355.7 1.734 3.9 117.03 

C4 9/24/15 19:01 356.2 1.615 7.0 108.47 

01 9/24/15 18:57 368.6 1.761 6.9 119.19 Pltot Coef. D Pltot No. 
02 9/24/15 18:58 369.6 1.737 8.9 117.07 0.808 IN40 

03 9/24/1518:59 370.6 1.670 10.0 112.26 

04 9/24/15 19:01 371.6 1.606 12.9 106.92 

Average 354.0 1.657 -0.2 111.07 

KSCFH 84131 
ADJKSCFH 82254.9 
SCFH 82255000 



Method 2G Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 7 Md 30.57 

Baro Press 29.32 C02 15.0 
Static Press 1.10 02 4.2 <INPUTS 

Molecular wt. 28.91 %Moisture 13.2 
Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt.AP Yaw Angle Point Vel 

A1 9/24/15 19:02 353.4 1.608 -11.4 106.65 Pitot Coef. A Pltot No. 
A2 9/24/15 19:03 354.6 1.592 -9.5 106.31 0.809 IN4A 

A3 9/24/15 19:04 356.6 1.587 -5.6 107.07 

A4 9/24/15 19:06 351.8 1.526 -11 .5 101 .07 

81 9/24/15 19:02 350.6 1.683 -1.4 113.50 Pltot Coef. B Pltot No. 
82 9/24/15 19:03 358.0 1.677 -1.9 113.58 0.808 IN48 

83 9/24/15 19:04 357.3 1.666 -1.3 112.82 

84 9/24/15 19:06 330.4 1.553 -1.5 103.41 

C1 9/24/15 19:02 358.2 1.718 -5.4 115.92 Pitot Coef. C Pltot No. 
C2 9/24/15 19:03 352.9 1.700 -4.8 114.44 0.808 IN4C 

C3 9/24/15 19:04 355.3 1.720 -3.7 116.12 

C4 9/24/15 19:06 353.8 1.575 1.8 106.40 

01 9/24/15 19:02 372.6 1.750 8.1 118.45 Pltot Coef. D Pltot No. 
02 9/24/15 19:03 373.6 1.722 9.9 116.04 0.808 IN40 

03 9/24/15 19:04 374.6 1.724 8.2 116.80 

04 9/24/15 19:06 375.6 1.623 7.7 110.16 

Average 358.1 1.652 -1.4 111.17 

KSCFH 83786 
AOJKSCFH 81917.6 
SCFH 81918000 " 



Method 2G Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 8 Md 30.57 

Baro Press 29.32 C02 15.0 
Static Press 1.10 02 4.2 <INPUTS 

Molecular Wt. 28.91 %Moisture 13.2 
Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt..iP Yaw Angle Point Vel 

A1 9/24/1519:07 350.9 1.596 -9.3 106.40 Pltot Coef. A Pltot No. 
A2 9/24/15 19:08 351.1 1.592 -8.1 106.48 0.809 IN4A 

A3 9/24/15 19:09 352.9 1.585 -7.5 106.29 

A4 9/24/15 19:11 352.4 1.520 -7.1 101 .99 

81 9/24/15 19:07 353.6 1.676 -0.7 113.26 Pltot Coef. B Pltot No. 
82 9/24/1519:08 350.7 1.677 -0.7 113.12 0.808 IN4B 

83 9/24/15 19:09 353.8 1.644 -1.2 111 .09 

84 9/24/15 19:11 320.6 1.578 -0.8 104.45 

C1 9/24/15 19:07 356.6 1.743 0.6 118.01 Pltot Coef. C Pltot No. 
C2 9/24/15 19:08 351 .5 1.703 -5.8 114.35 0.808 IN4C 

C3 9/24/15 19:09 351.9 1.670 -5.3 112.26 

C4 9/24/1519:11 354.3 1.583 -9.5 105.56 

0 1 9/24/15 19:07 376.6 1.756 7.3 119.36 Pitot Coef. D Pltot No. 
02 9/24/15 19:08 377.6 1.724 9.0 116.76 0.808 IN40 

03 9/24/15 19:09 378.6 1.672 8.5 113.46 

04 9/24/15 19:11 379.6 1.597 10.6 107.77 

Average 357.0 1.645 -1.3 110.66 

KSCFH 83508 
AOJKSCFH 81645.8 
SCFH 81646000 



Method 2G Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 9 Md 30.58 

Baro Press 29.32 C02 16.1 
Static Press 1.10 02 4.1 <INPUTS 

Molecular Wt. 28.92 . %Moisture 13.2 
Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt.6P Yaw Angle Point Vel 

A1 9/24/15 19:12 356.0 1.589 -8.5 106.48 Pltot Coef. A Pltot No. 
A2 9/24/15 19:13 348.7 1.582 -6.5 106.02 0.809 IN4A 

A3 9/24/15 19:15 353.5 1.580 -4.3 106.59 
A4 9/24/15 19:16 346.9 1.530 -4.0 102.83 

81 9/24/15 19:12 353.4 1.670 -1 .8 112.77 Pltot Coef. B Pltot No. 
82 9/24/15 19:13 350.8 1.635 -1.1 110.27 0.808 IN48 
83 9/24/15 19:15 357.7 1.619 -5.2 109.22 
84 9/24/15 19:16 309.7 1.566 -5.3 102.48 

C1 9124/15 19:12 356.9 1.765 7.2 118.56 Pltot Coef. C Pltot No. 
C2 9/24/15 19:13 350.7 1.714 -1 .9 115.54 0.808 IN4C 

C3 9/24/15 19:15 356.9 1.694 0.1 114.70 
C4 9/24/1519:16 355.6 1.663 11.1 110.40 

01 9/24/15 19:12 380.6 1.745 7.4 118.85 Pltot Coef. D Pftot No. 
02 9124/15 19:13 381 .6 1.705 8.4 115.92 0.808 IN40 

03 9/24/15 19:15 382.6 1.676 11.5 112.93 
04 9/24/15 19:16 383.6 1.616 12.9 108.38 

Average 357.8 1.647 1.3 110.75 

KSCFH 83496 
AOJKSCFH 81634.0 
SCFH 81634000 



Method 2G Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 10 Md 30.56 
Baro Press 29.32 C02 14.9 
Static Press 1.10 02 4.4 <INPUTS 

Molecular Wl 28.90 %Moisture 13.2 
Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt.t.P Yaw Angle Point Vel 

A1 9/24/1519:17 352.8 1.221 -2.4 82.52 Pitot Coef. A Pltot No. 
A2 9/24/1519:18 353.4 1.611 ·5.0 108.60 0.809 IN4A 

A3 9/24/15 19:19 349.0 1.546 3.5 104.14 

A4 9/24/15 19:21 355.8 1.572 -5.4 106.06 

81 9/24/1519:17 359.0 1.291 -6.8 86.94 Pitot Coef. B Pltot No. 
82 9/24/1519:18 361 .5 1.682 -5.7 113.68 0.808 IN48 

83 9/24/15 19:19 350.7 1.669 -5.4 112.11 

84 9/24/15 19:21 278.6 1.642 -5.6 105.24 

C1 9/24/1519:17 353.2 1.688 10.5 112.16 Pitot Coef. C Pltot No. 
C2 9/24/15 19:18 353.3 1.792 6.1 120.42 0.808 IN4C 

C3 9/24/1519:19 355.6 1.735 0.2 117.42 

C4 9/24/15 19:21 355.3 1.708 1.0 115.55 

01 9/24/15 19:17 384.6 1.643 11.5 110.88 Pitot Coef. D Pltot No. 
02 9/24/15 19:18 385.6 1.768 5.1 121.35 0.808 IN40 

03 9/24/1519:19 386.6 1.727 8.9 117.64 

D4 9/24/1519:21 387.6 1.684 11.4 113.89 

Average 357.7 1.624 1.4 109.29 

KSCFH 82411 
ADJKSCFH 80573.2 
SCFH 80673000 



Method 2G Worksheet 
Client Ameren Date 9/24/2015 
Project No. 15-409 Run No. 11 Md 30.57 
Baro Press 29.32 C02 15.0 
Static Press 1.10 02 4.2 <INPUTS 

Molecular Wt. 28.91 %Moisture 13.2 
Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt . .1.P Yaw Angle Point Vel 

A1 9/24/1519:22 354.8 1.571 -5.7 105.85 Pitot Coef. A Pitot No. 
A2 9/24/15 19:23 352.2 1.504 -3.2 101.52 0.809 IN4A 

A3 9/24/15 19:24 353.9 1.578 -3.7 106.57 

A4 9/24/15 19:26 354.8 1.576 -11 .6 104.54 

81 9/24/15 19:22 350.9 1.627 -5.5 109.27 Pltot Coef. B Pitot No. 
82 9/24/1519:23 355.5 1.493 -5.0 100.63 0.808 IN48 

83 9/24/1519:24 355.6 1.655 -5.6 111.45 
84 9/24/15 19:26 317.2 1.659 -5.0 109.16 

C1 9/24/15 19:22 355.7 1.703 1.0 115.22 Pltot Coef. C Pitot No. 
C2 9/24/1519:23 350.0 1.546 6.9 103.49 0.808 IN4C 

C3 9/24/15 19:24 352.2 1.778 7.4 119.06 
C4 9/24/15 19:26 355.3 1.728 1.3 116.87 

01 9/24/15 19:22 388.6 1.694 11 .5 114.57 Pltot Coef. D Pitot No. 
02 9/24/15 19:23 389.6 1.643 10.4 111 .60 0.808 IN40 

03 9/24/1519:24 390.6 1.749 6.6 120.06 
D4 9/24/1519:26 391.6 1.714 8.6 117.18 

Average 360.5 1.639 0.5 110.44 

KSCFH 82987 
AOJKSCFH 81136.4 
SCFH 81136000 



Method 2G Worksheet 
Client Ameren Date 9/2412015 

Project No. 16-409 Run No. 12 Md 30.57 

Baro Press 29.32 C02 15.0 

Static Press 1.10 02 4.2 <INPUTS 

Molecular Wt. 28.91 %Moisture 13.2 

Area of Flue 330.1 Load High 

Point No. Time Stack T Sqrt.6P Yaw Angle Point Vel 

A1 9/24/15 19:27 354.0 1.569 -4.8 105.82 Pltot Coef. A Pltot No. 

A2 9/24/15 19:29 353.8 1.555 -5.8 104.69 0.809 IN4A 

A3 9/24/15 19:30 359.1 1.596 -5.4 107.88 

A4 9/24/15 19:31 351.3 1.581 -7.1 106.01 

81 9124/15 19:27 353.9 1.620 -4.8 109.12 Pltot Coef. B Pitot No. 

82 9/24/15 19:29 351.7 1.513 -4.5 101 .82 0.808 IN4B 

83 9/24/15 19:30 353.8 1.656 -3.5 111.72 

84 9/24115 19:31 327.7 1.629 -3.9 108.07 

C1 9/24/15 19:27 352.3 1.666 -7.7 111 .49 Pltot Coef. C Pltot No. 

C2 9/24/15 19:29 353.5 1.570 -5.1 105.68 0.808 IN4C 

C3 9/24/15 19:30 353.9 1.735 -0.4 117.27 

C4 9/24/1519:31 357.2 1.695 -1.7 114.75 

01 9/24/15 19:27 392.6 1.668 9.2 113.91 Pitot Coef. D Pitot No. 

02 9/24/1519:29 393.6 1.637 11.4 111.08 0.808 IN40 

03 9/24/1519:30 394.6 1.754 7.3 120.50 

04 9124/15 19:31 395.6 1.721 8.4 117.99 

Average 362.4 1.635 ·1.2 110.49 

KSCFH 82835 
AOJKSCFH · 80987.8 
SCFH 80988000 



SAMPLING AND ANALYTICAL PROCEDURES 



Test Methods used at AmerenJ Labadie Station - Unit 1 

Methods 1 J 2GJ 2H and 4 

GCI performed 11 Method 2G test runs and 1 Method 2H test run on the High 
(Normal) Load to determine the K8CFH of flue gas exiting the stack for a 
Relative Accuracy Test Audit of the in stack flow monitor. A 16 point traverse 
was tested for each Method 2G test run. The Method 2H Wall Adjustment 
Factors of 0.9777 on the High (Normal) load was used to correct each test for 
wall effects. 

One Method 4 moisture test was performed for each hour of Method 2G, 2H 
testing. 

GCI used a Precision Flow© train consisting of four probes mounted to the test 
ports, digital inclinometers, electronic pressure transducers and thermocouples. 
All data is collected on a PC and 100 readings are taken at each point and 
averaged for the recorded value. The data logged averages are shown in 
Section 6 of the test report. 

Method 3A 

C02 concentrations were determined with 10 Method 3A test runs on the Normal 
load. The sampling was performed at 3-points. GCI used a monitor range of 0-
22.15% for C02. 

Method 6C 

802 emissions were determined with 10 Method 6C test runs on the Normal load. 
The sampling was performed at 3-points. GCI used a monitor span of 418.4 ppm 
for 802. 

Method 7E 

NOx emissions were determined with 10 Method 7E test runs on the Normal load. 
The sampling was performed at 3-points. GCI used a monitor span of 201.3 ppm 
for NOx. 



* 
4 

POINTS 
1) 
2) 
3) 
4} 

*4 

*3 

*2 

*1 

* * * 
3 2 1 

*1 

*2 

*3 

*4 

DISTANCE FROM INSIDE WALL 
79.462" 
47.727 " 
25.831 " 

7.872 " 

.. .. * .. 
1 2 3 4 

DRAWING NOT TO SCALE 

STACK AREA= 330.10 sq ft 
STACK DIAMETER= 20.50 I 

Ameren 

Labadie Station 

Unit 1 



APPENDIX 



Sample Calculations 



lb/dscf 

6 .39E-06 

lb/mmBtu 

0.090 

Ameren 
Labadie 
Unit 1 

09-24-15 
Run 1 

NOx CALCULATION 
(C02 Based) 

= 1.194 x 1 o·7 x PPM 

= 1.194 X 10·7 X 53.50 

100 
= lb/dscf x f-factor x -

%C02 

100 = 6.39E-06 X 1840 X -
13.1 



C02 and 02 CALCULATION 
(Calculated from GEMS C02) 

C02 dry = Plant CO~ ((100-% Moisture)/100) 

02 dry = (21) X (1 - (C02118.8)) 



Calculate the arithmetic mean of the differences, d, of a data set as follows: 

I n 
d = -L d; 

n . ' I "" 

Where: 
n = Number of data points 

n L d1 = Algebraic sum of the individual differences d1 
i=l 

d1 = The difference between a reference method value and the 
corresponding continuous emissions monitoring system value 
(RM1-CEM1) at a given point in time i. 

When calculating the arithmetic mean of the difference of a flow monitor data set, 
be sure to correct the monitor measurements for moisture if applicable. 



Calculate the standard deviation, Sd, of a data set as follows: 



Calculate the confidence coefficient (one-tailed), CC, of a data set as follows: 

CC=t0.025 ~ 

Where: 
to.025 = t value (see Table 7-1). 

TABLE 7-1 T-VALUES 

n-1 to.o25 n-1 to.o25 n-1 to.o2s 

1 12.076 12 2.179 23 2.069 
2 4.303 13 2.160 24 2.064 
3 3.182 14 2.145 25 2.060 
4 2.775 15 2.131 26 2.056 
5 2.571 16 2.120 27 2.052 
6 2.447 17 2.110 28 2.048 
7 2.365 18 2.101 29 2.045 
8 2.306 19 2.093 30 2.042 
9 2.262 20 2.086 40 2.021 
10 2.228 21 2.080 60 2.000 
11 2.201 22 2.074 >60 1.960 



The following equation is used to calculate the relative accuracy of a data set: 

Where: 

RA = ICil +I eel x 100 
RM 

RM = Arithmetic mean of the reference method values. 

ICil = The absolute value of the mean difference between the 

reference method values and the corresponding continuous 
emissions monitoring system values. 

I eel = The absolute value of the confidence coefficient. 

BIAS ADJUSTMENT CALCULATION 

BAF ::: 1+ ICil 
CEM 



Eq. 6C-1 

Where: 

SAMPLING SYSTEM BIAS CORRECTION 

EMISSION CALCULATION 
(CFR 40, Part 60, Appendix A) 

Cgas ={c-Co )-Cm_a_ 
Cm-Co 

C9as = Effluent gas concentration, dry basis, ppm. 
c = Average gas concentration indicated by gas analyzer, dry basis, ppm. 
Co = Average of initial and final system calibration bias check responses for 

the zero gas, ppm. 
Cm = Average of initial and final system calibration bias check responses for 

the upscale calibration gas, ppm. 
Cma = Actual concentration of the upscale calibration gas, ppm. 



VELOCITY NOMENCLATURE 

A = cross-sectional area of stack, (ft2) 

acf = actual cubic feet 
acfm : actual cubic feet per minute 
Bw. = water vapor in the gas stream, proportion by volume 
Cp = pitot tube coefficient, dimensionless 
dscf = dry standard cubic feet 
dscm = dry standard cubic meters 
fps = feet per second 
gm-mole = gram-mole 
AH = orifice pressure drop in inches water, average 
hr = hour 
I = percent of isokinetic sampling 
ln. Hg = inches mercury 
lbs = pounds 
lb-mole = pound-mole 
%M = percent moisture by volume 
mmBtu = million Btu 
Ms = molecular weight of stack gas, wet basis, (lbllb-mole) 
n = total number of traverse points 
Pb = barometric pressure at the sampling site, (in Hg) 
Pr = static pressure in flue in inches water, average 
Ps = absolute stack gas pressure, (in. Hg) 
Pstd = standard absolute pressure, (29.92 in. Hg) (14.7 psia) 
Pt = total pressure in inches of water 
Pv = average velocity pressure in inches of water 
0sd = dry volumetric stack gas flow rate corrected to standard conditions, 

(dscf/hr) 
R = universal gas constant, (1545 ft lb/mole, 0 R) 
...JAP = square root of velocity head in inches water, average 
set = standard cubic feet 
scm = standard cubic meters 
Tm = absolute average DGM temperature, (0 R) 
Ts = absolute average stack gas temperature, (0 R) 
T std = standard absolute temperature, (528 oR) 
v. = volume of condensate through the impingers, ml 
v~ = total volume of liquid collected in impingers and silica gel, ml 
Vm = volume of gas sample as measured by dry gas meter, (dcf) 
Vm(std) = volume of gas sample measured by the dry gas meter, corrected to 

standard conditions, (dscf) 
Vo · = volume of flue gas at actual conditions in cubic feet per minute 
Vw(stdl = volume of water vapor in the gas sample, corrected to standard 

conditions, (scf) 
Vwc = volume of water condensed in impingers corrected to standard 

conditions 
Vwso = volume of water collected in silica gel corrected to standard conditions 
Vs = average stack gas velocity, (ftlsec) 
Wsg = weight gain of impinger silica gel in grams 
y = dry gas meter calibration factor 
* = total sampling time, min 
Vp = mass of flue gas (lb/hr) 



Test Data Sheets 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator N.V. 

Run 1 
Time C02 NOx 502 

1 14:00:00 12.91 55.63 183.43 
2 14:01 :00 12.95 55.27 185.09 
3 14:02:00 12.96 55.99 "182.57 
4 14:03:00 12.94 55.59 184.18 
5 14:04:00 12.98 55.13 184.01 
6 14:05:00 12.97 53.38 183.68 
7 14:06:00 12.99 52.69 184.36 
8 14:07:00 12.98 52.39 184.06 
9 14:08:00 12.96 53.63 184.32 

10 14:09:00 12.98 53.60 184.12 
11 14:10:00 13.10 56.23 183.04 
12 14:11 :00 13.04 55.86 182.65 
13 14:12:00 12.97 55.40 183.18 
14 14:13:00 12.86 54.48 183.89 
15 14:14:00 12.94 53.44 182.68 
16 14:15:00 12.88 51 .81 182.21 
17 14:16:00 12.96 52.87 180.64 
18 14:17:00 12.86 52.60 180.90 
19 14:18:00 12.70 53.64 178.81 
20 14:19:00 12.81 54.44 179.26 
21 14:20:00 12.94 54.21 182.42 

Average 12.94 54.20 182.83 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator N.V. 

Run2 
Time C02 NOx 502 

1 14:35:00 12.84 56.08 184.01 
2 14:36:00 12.82 54.60 184.77 
3 14:37:00 12.81 53.81 183.30 
4 14:38:00 12.82 53.53 184.45 
5 14:39:00 12.80 54.62 182.83 
6 14:40:00 12.79 55.07 183.38 
7 14:41:00 12.79 55.09 183.68 
8 14:42:00 12.79 54.11 182.61 
9 14:43:00 12.77 53.08 182.68 

10 14:44:00 12.80 53.22 182.60 
11 14:45:00 12.79 54.23 183.80 
12 14:46:00 12.83 54.29 182.05 
13 14:47:00 12.87 53.75 182.35 
14 14:48:00 12.86 53.37 182.94 
15 14:49:00 12.84 52.36 182.60 
16 14:50:00 12.86 53.37 182.48 
17 14:51:00 12.83 53.99 182.44 
18 14:52:00 12.82 53.25 181.01 
19 14:53:00 12.83 52.59 182.74 
20 14:54:00 12.81 52.22 181.22 
21 14:55:00 12.80 52.91 182.92 

Average 12.82 53.79 182.90 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator N.V. 

Run3 
Time C02 NOx S02 

1 15:10:00 12.92 54.07 183.29 
2 15:11 :00 12.91 54.86 185.18 
3 15:12:00 12.90 54.66 183.89 
4 15:13:00 12.91 54.54 183.85 
5 15:14:00 12.90 54.23 184.26 
6 15:15:00 12.86 53.91 184.33 
7 15:16:00 12.88 54.47 184.11 
8 15:17:00 12.89 54.85 185.50 
9 15:18:00 12.87 54.30 183.54 

10 15:19:00 12.88 53.54 183.71 
11 15:20:00 12.89 53.13 184.12 
12 15:21:00 12.88 54.57 183.70 
13 15:22:00 12.92 55.04 183.34 
14 15:23:00 12.94 54.29 183.66 
15 15:24:00 12.92 53.29 183.19 
16 15:25:00 12.92 52.48 184.19 
17 15:26:00 12.93 52.93 183.81 
18 15:27:00 12.92 54.19 182.76 
19 15:28:00 12.97 54.42 183.45 
20 15:29:00 12.98 53.50 183.46 
21 15:30:00 12.97 52.99 182.90 

Average 12.91 54.01 183.82 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator NV. 

Run4 
Time C02 NOx S02 

1 15:45:00 12.94 54.41 184.02 
2 15:46:00 12.96 53.07 184.15 
3 15:47:00 13.01 53.40 182.94 
4 15:48:00 12.99 54.79 183.55 
5 15:49:00 12.99 54.77 184.04 
6 15:50:00 12.98 54.44 182.89 
7 15:51 :00 12.96 53.91 183.40 
8 15:52:00 12.98 53.56 182.43 
9 15:53:00 13.01 53.83 182.75 

10 15:54:00 12.97 53.63 183.99 
11 15:55:00 12.95 53.61 183.21 
12 15:56:00 12.97 53.38 183.56 
13 15:57:00 12.93 53.29 183.57 
14 15:58:00 12.94 53.78 183.02 
15 15:59:00 12.94 54.14 183.41 
16 16:00:00 12.93 54.18 183.85 
17 16:01:00 12.94 53.32 182.88 
18 16:02:00 12.95 53.00 183.26 
19 16:03:00 12.93 53.01 183.27 
20 16:04:00 12.97 54.68 182.83 
21 16:05:00 13.00 54.85 184.12 

Average 12.96 53.86 183.39 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator N.V. 

Run5 
Time C02 NOx S02 

1 16:20:00 12.97 53.19 183.63 
2 16:21:00 12.96 53.90 184.00 
3 16:22:00 12.97 52.90 183.80 
4 16:23:00 13.01 52.67 182.86 
5 16:24:00 13.01 53.26 184.12 
6 16:25:00 13.01 54.32 184.78 
7 16:26:00 13.01 54.68 184.09 
8 16:27:00 12.99 53.85 184.08 
9 16:28:00 12.99 52.63 185.01 

10 16:29:00 13.02 53.44 183.88 
11 16:30:00 13.01 53.95 184.02 
12 16:31 :00 12.99 54.58 184.13 
13 16:32:00 13.00 54.72 184.21 
14 16:33:00 12.96 53.51 183.96 
15 16:34:00 12.95 52.73 183.97 
16 16:35:00 12.98 53.57 184.33 
17 16:36:00 12.95 54.53 184.43 
18 16:37:00 12.93 54.25 184.29 
19 16:38:00 12.94 53.60 183.38 
20 16:39:00 12.91 53.03 183.91 
21 16:40:00 12.91 53.15 184.08 

Average 12.97 53.64 184.05 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator N.V. 

Run6 
Time C02 NOx 502 

1 16:55:00 12.92 53.65 184.70 
2 16:56:00 12.94 54.06 183.19 
3 16:57:00 12.89 54.15 183.38 
4 16:58:00 12.88 54.75 184.08 
5 16:59:00 12.93 54.72 183.25 
6 17:00:00 12.95 54.82 183.70 
7 17:01 :00 12.93 53.77 183.77 
8 17:02:00 12.95 54.54 182.92 
9 17:03:00 12.94 55.45 184.19 

10 17:04:00 12.94 55.24 184.30 
11 17:05:00 12.98 54.72 183.79 
12 17:06:00 13.02 55.00 182.76 
13 17:07:00 13.01 56.04 183.71 
14 17:08:00 13.03 56.39 184.00 
15 17:09:00 12.99 55.57 183.83 
16 17:10:00 12.97 55.38 182.82 
17 17:11 :00 13.01 54.82 183.21 
18 17:12:00 13.07 55.33 183.10 
19 17:13:00 13.04 56.23 183.90 
20 17:14:00 13.02 56.55 183.70 
21 17:15:00 13.04 56.01 185.04 

Average 12.97 55.10 183.68 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator N.V. 

RunT 
Time C02 NOx 502 , 17:30:00 13.07 49.74 183.27 

2 17:31 :00 13.08 50.07 182.53 
3 17:32:00 13.06 49.54 183.14 
4 17:33:00 13.08 49.11 183.56 
5 17:34:00 13.06 50.80 184.26 
6 17:35:00 13.05 52.20 183.62 
7 17:3t):OO 13.12 51.84 184.22 
8 17:37:00 13.12 50.39 183.79 
9 17:38:00 13.12 50.93 184.56 

10 17:39:00 13.15 51.81 182.94 
11 17:40:00 13.13 53.86 183.63 
12 17:41:00 13.14 54.27 183.31 
13 17:42:00 13.22 54.35 183.45 
14 17:43:00 13.20 52.95 184.51 
15 17:44:00 13.17 53.78 183.47 
16 17:45:00 13.19 55.43 183.82 
17 17:46:00 13.17 57.45 183.78 
18 17:47:00 13.16 57.23 183.58 
19 17:48:00 13.21 56.86 184.53 
20 17:49:00 13.20 56.61 183.66 
21 17:50:00 13.18 58.23 184.01 

Average 13.14 53.21 183.70 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator N.V. 

RunB 
Time C02 NOx 502 

1 18:05:00 13.08 55.56 183.83 
2 18:06:00 13.11 57.20 183.30 
3 18:07:00 13.07 57.91 183.46 
4 18:08:00 13.08 57.66 183.31 
5 18:09:00 13.09 57.51 183.79 
6 18:10:00 13.04 59.34 183.54 
7 18:11 :00 13.08 60.84 184.23 
8 18:12:00 13.12 59.47 184.14 
9 18:13:00 13.07 57.66 183.95 

10 18:14:00 13.07 54.66 183.04 
11 18:15:00 13.05 55.40 183.70 
12 18:16:00 13.01 56.97 183.44 
13 18:17:00 13.04 54.04 183.47 
14 18:18:00 13.08 54.20 183.62 
15 18:19:00 13.04 53.31 183.97 
16 18:20:00 13.06 52.26 183.96 
17 18:21 :00 13.05 55.23 183.54 
18 18:22:00 13.00 51.49 184.22 
19 18:23:00 12.99 52.11 182.93 
20 18:24:00 13.04 52.23 183.42 
21 18:25:00 13.01 50.25 184.24 

Average 13.06 55.49 183.67 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator N.V. 

Run9 
Time C02 NOx 502 

1 18:40:00 12.97 52.22 183.72 
2 18:41 :00 12.97 50.32 182.19 
3 18:42:00 13.01 55.04 184.54 
4 18:43:00 12.96 52.66 183.39 
5 18:44:00 12.94 53.90 183.80 
6 18:45:00 12.96 52.56 184.08 
7 18:46:00 12.95 53.31 183.60 
8 18:47:00 12.97 55.42 182.50 
9 18:48:00 13.02 54.78 184.10 

10 18:49:00 13.02 56.09 182.93 
11 18:50:00 13.01 55.09 184.74 
12 18:51 :00 13.02 53.16 184.13 
13 18:52:00 12.96 55.38 183.58 
14 18:53:00 12.94 55.88 182.68 
15 18:54:00 13.00 56.30 182.53 
16 18:55:00 12.98 55.81 183.95 
17 18:56:00 12.96 54.58 184.29 
18 18:57:00 12.99 55.49 182.77 
19 18:58:00 12.95 56.37 183.71 
20 18:59:00 12.95 54.56 183.51 
21 19:00:00 13.03 57.38 182.66 

Average 12.98 54.59 183.50 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator NV. 

Run 10 
Time C02 NOx S02 

1 19:15:00 12.98 51 .69 182.91 
2 19:16:00 12.99 52.51 182.54 
3 19:17:00 12.95 53.78 183.76 
4 19:18:00 12.98 54.98 182.51 
5 19:19:00 12.99 54.49 183.70 
6 19:20:00 12.98 54.52 184.58 
7 19:21 :00 13.01 54.14 183.68 
8 19·:22:00 13.01 50.18 182.60 
9 19:23:00 13.00 50.91 183.30 

10 19:24:00 13.06 51 .02 183.74 
11 19:25:00 13.06 52.16 183.42 
12 19:26:00 13.03 54.69 182.78 
13 19:27:00 13.05 56.99 182.75 
14 19:28:00 13.01 53.57 184.12 
15 19:29:00 12.98 55.64 183.12 
16 19:30:00 13.02 56.90 182.65 
17 19:31:00 13.06 57.12 182.52 
18 19:32:00 13.02 56.77 183.77 
19 19:33:00 13.03 58.49 183.66 
20 19:34:00 13.02 58.66 183.20 
21 19:35:00 12.97 60.60 183.12 

Average 13.01 54.75 183.26 



Client Ameren Project# 15-409 
Location Labadie Date 9/24/2015 
Unit 1 Operator N.V. 

Stratification Test 
Time C02 %Dev. NOx %Dev. S02 %Dev. 
13:06 13.02 55.40 184.07 
13:07 13.01 54.86 183.19 
13:08 13.06 55.79 183.96 
13:09 13.05 57.27 183.92 
13:10 13.07 57.13 183.89 
13:11 13.10 56.44 183.61 
13:12 13.09 55.87 184.04 

Average 13.06 0.30% 56.11 -2.39% 183.81 0.11% 
13:13 13 11 5610 183 64 
13:14 13 15 5814 183 72 
13:15 13.09 58.56 183.73 
13:16 13.06 58.29 182.85 
13:17 13.05 57.80 184.40 
13:18 13.01 57.97 184.32 
13:19 13.02 58.69 183.76 
13:20 12.96 57.96 183.37 
13:21 12.94 58.20 182.29 

Average 13.02 0.00% 58.21 1.27% 183.53 -0.04% 
13:22 12 91 5&27 182 05 
13:23 1:.2 94 5"166 ·1&2 9S 
13:24 12.90 57.27 182.52 
13:25 12.90 58.23 182.66 
13:26 12.96 58.80 182.57 
13:27 13.09 57.68 185.87 
13:28 12.93 57.77 183.49 
13:29 13.05 57.90 182.84 
13:30 13.03 59.24 184.29 

Average 12.98 -0.30% 58.13 1.12% 183.46 -0.08% 
Average 13.02 57.48 183.60 

• Shaded values not included in averages. 



RM 4 Moisture Field Data Sheet 

Client: Ameren Date: 09/24/15 

Plant Name: Labadie Operator: RN 
Project Number: 15-409 load: High 

Sampling Location: Untt 1 Meter Number. IN2 

Barometric Pressure: 29.32 Meter Correction: 0 .975 Meter Orif~ee: 3 .25018 Delta H@: 2.062 

Run Nurr.ber. 1-6 SarTpe Point Delta H Probe Temp Imp. Temp MetefOul Vac Press. Initial Oly Gas Vollme: 610.740 
Start Time: 18:19 5 2.1 250 63 108 4 614.420 
Stop Time: 18:49 10 2.1 250 63 108 4 618.130 
ln~ial Weight: 3415 15 2.1 250 65 108 4 621.830 
Final Weight: 3478 20 2.1 250 65 108 4 625.520 Static Pressure: 
Initial Leek Check: 000~15 25 2.1 250 66 108 4 629.250 1.10 
Anal Leek Ched<: 000~5 30 2.1 250 66 108 4 632.930 
Average: 2.1 108 22.190 

Run Number: 7-12 Sample Point Delta H Probe Temp Imp. Temp Meter Out VacPre&s. lnlial Oly Gas Volume: 634.127 
Start Time: 19:04 5 2.1 250 62 108 4 637.810 
Stop Time: 19:31 10 2.1 250 62 108 4 641.540 
Initial Weight 3463 15 2.1 250 62 109 4 645.230 
Final Weight 3527 20 2.1 250 62 109 4 648.920 Static Pressure: 
Initial Leek Check: OQQ@15 25 2.1 250 62 109 4 652.630 1.10 
Final Leak Check: ~ 30 2.1 250 62 109 4 656.330 
Average: 2.1 109 22.203 



Ameren, LabadieJ Unit 1, High Load 9/2412015 
2H A temp A sq rt dp A angle B temp B sq rt dp Bangle C temp C sq rt dp C angle D temp D sq rt dp D angle 

9/24/15 18:19 357.6 1.588 -4.7 360.5 1.687 -7.3 361.2 1.759 -1.1 361.5 1.741 0.3 
9/24/15 18:19 359.9 1.661 -4.4 361.9 1.667 -7.6 359.9 1.733 -10.4 359.2 1.753 -1.1 
9/24/15 18:21 357.8 1.581 -4.7 359.8 1.653 -6.8 361.3 1.732 -0.2 355.0 1.632 3.2 
9/24/15 18:23 358.7 1.540 -5.3 359.8 1.580 -4.0 360.3 1.662 4.0 359.3 1.653 0.0 
9/24/15 18:24 362.1 1.541 -5.5 360.6 1.559 -3.6 361.5 1.650 4.8 362.1 1.615 1.2 
9/24/15 18:25 358.2 1.526 -5.7 361.8 1.562 -3.9 358.8 1.651 4.6 357.8 1.639 2.2 
9/24/15 18:26 360.2 1.563 -5.1 359.2 1.562 -3.8 361.5 1.631 4.3 351.7 1.644 2.2 
9/24/15 18:27 359.7 1.534 -5.9 362.3 1.583 -3.8 358.3 1.651 4.9 359.6 1.666 2.1 
9/24/15 18:28 358.7 1.582 -6.5 358.5 1.598 -3.8 359.2 1.604 4.1 354.3 1.664 2.9 
9/24/15 18:28 360.8 1.551 -6.6 360.0 1.564 -3.9 360.0 1.600 4.8 358.7 1.668 2.7 
9/24/15 18:29 359.2 1.553 -6.0 358.0 1.576 -4.1 354.7 1.548 1.5 357.2 1.550 2.4 
9/24/15 18:30 359.2 1.518 -5.1 361.2 1.533 -4.0 345.6 1.491 11.2 360.2 1.483 2.1 
9/24/15 18:31 358.4 1.453 -9.6 360.0 1.424 -4.1 324.9 1.386 10.0 350.7 1.441 2.7 
9/24/15 18:33 353.1 1.415 -9.8 357.9 1.397 -4.4 281.5 1.314 10.8 294.2 1.361 2.1 
9/24/15 18:34 332.0 1.337 -10.4 354.0 1.375 -3.9 238.9 1.229 12.6 264.5 1.349 2.2 
9/24/15 18:34 247.2 1.189 -10.2 333.8 1.298 -4.2 234.4 1.107 13.0 259.7 1.271 2.1 



Ameren, Labadie, Unit 1, High Load 9/24/2015 
2H A temp A sq rt dp A angle B temp B sq rt dp B angle C temp C sq rt dp C angle D temp D sq rt dp D angle 

2 9/24/15 18:37 353.7 1.610 -6.7 353.1 1.682 -10.5 358.9 1.767 3.6 352.6 1.743 2.5 
9/24/15 18:38 355.3 1.606 -5.7 360.1 1.703 -10.6 350.3 1.749 -0.4 353.6 1.735 5.8 
9/24/15 18:38 353.3 1.510 2.0 356.4 1.701 -10.7 351 .2 1.740 -0.4 354.6 1.737 6.0 
9/24/15 18:41 352.5 1.226 5.5 296.1 1.537 0.2 353.0 1.519 -16.1 355.6 1.655 7.3 

3 9/24/15 18:42 351 .8 1.614 -9.0 351.3 1.678 -6.3 352.2 1.761 0.4 356.6 1.770 8.9 
9/24/15 18:43 353.5 1.608 -9.8 357.3 1.683 -6.1 356.4 1.747 -0.5 357.6 1.745 9.1 
9/24/15 18:44 351.6 1.594 -9.7 357.3 1.659 -5.5 358.0 1.737 1.2 358.6 1.699 5.2 
9/24/15 18:46 350.5 1.552 -8.4 303.6 1.576 -5.1 357.5 1.603 -10.1 359.6 1.646 10.3 

4 9/24/1518:47 352.7 1.614 -8.2 355.2 1.680 -5.6 355.0 1.749 0.3 360.6 1.747 7.7 
9/24/15 18:48 351.4 1.600 -7.9 358.2 1.671 -5.6 357.8 1.737 0.1 361.6 1.750 9.4 
9/24/15 18:49 349.4 1.520 -10.3 361 .1 1.636 -5.5 352.5 1.706 0.7 362.6 1.685 9.6 
9/24/15 18:51 348.8 1.521 -10.4 279.7 1.564 -4.8 352.3 1.654 7.9 363.6 1.639 8.2 

5 9/24/15 18:52 356.9 1.624 -13.9 357.1 1.687 -5.2 349.7 1.770 2.4 364.6 1.762 7.3 
9/24/15 18:53 356.4 1.594 -10.2 352.1 1.688 -6.2 358.0 1.704 -5.0 365.6 1.740 7.8 
9/24/15 18:55 357.5 1.584 -12.7 355.7 1.637 -3.0 353.9 1.710 1.3 366.6 1.690 9.4 
9/24/15 18:56 351.4 1.546 -2.3 291 .0 1.531 -2.3 357.1 1.562 1.8 367.6 1.573 7.2 

6 9/24/15 18:57 359.1 1.607 -10.0 357.6 1.700 -1.9 352.1 1.719 -8.8 368.6 1.761 6.9 
9/24/15 18:58 354.5 1.621 -7.3 358.0 1.693 -1.4 351.6 1.740 -0.7 369.6 1.737 8.9 
9/24/15 18:59 354.5 1.601 -7.6 354.0 1.642 -0.8 355.7 1.734 3.9 370.6 1.670 10.0 
9/24/15 19:01 352.2 1.527 -13.4 278.0 1.545 -1.2 356.2 1.615 7.0 371.6 1.606 12.9 

7 9/24/15 19:02 353.4 1.608 -11.4 350.6 1.683 -1.4 358.2 1.718 -5.4 372.6 1.750 8.1 
9/24/15 19:03 354.6 1.592 -9.5 358.0 1.677 -1.9 352.9 1.700 -4.8 373.6 1.722 9.9 
9/24/15 19:04 356.6 1.587 -5.6 357.3 1.666 -1.3 355.3 1.720 -3.7 374.6 1.724 8.2 
9/24/15 19:06 351.8 1.526 -11.5 330.4 1.553 -1.5 353.8 1.575 1.8 375.6 1.623 7.7 

8 9/24/15 19:07 350.9 1.596 -9.3 353.6 1.676 -0.7 356.6 1.743 0.6 376.6 1.756 7.3 
9/24/15 19:08 351 .1 1.592 -8.1 350.7 1.677 -0.7 351 .5 1.703 -5.8 377.6 1.724 9.0 
9/24/15 19:09 352.9 1.585 -7.5 353.8 1.644 -1.2 351 .9 1.670 -5.3 378.6 1.672 8.5 
9/24/15 19:11 352.4 1.520 -7.1 320.6 1.578 -0.8 354.3 1.583 -9.5 379.6 1.597 10.6 

9 9/24/15 19:12 356.0 1.589 -8.5 353.4 1.670 -1 .8 356.9 1.765 7.2 380.6 1.745 7.4 
9/24/15 19:13 348.7 1.582 -6.5 350.8 1.635 -1.1 350.7 1.714 -1.9 381.6 1.705 8.4 
9/24/15 19:15 353.5 1.580 -4.3 357.7 1.619 -5.2 356.9 1.694 0.1 382.6 1.676 11 .5 
9/24/15 19:16 346.9 1.530 -4.0 309.7 1.566 -5.3 355.6 1.663 11.1 383.6 1.616 12.9 



Ameren, Labadie, Unit 1, High Load 9/24/2015 
2H A temp A sq rt dp A angle 8 temp 8 sq rt dp B angle C temp C sq rt dp C angle D temp D sq rt dp Dangle 

10 9/24/1519:1 7 352.8 1.221 -2.4 359.0 1.291 -6.8 353.2 1.688 10.5 384.6 1.643 11 .5 
9/24/15 19:18 353.4 1.611 -5.0 361.5 1.682 -5.7 353.3 1.792 6.1 385.6 1.768 5.1 
9/24/15 19:19 349.0 1.546 3.5 350.7 1.669 -5.4 355.6 1.735 0.2 386.6 1.727 8.9 
9/24/15 19:21 355.8 1.572 -5.4 278.6 1.642 -5.6 355.3 1.708 1.0 387.6 1.684 11.4 

11 9/24/15 19:22 354.8 1.571 -5.7 350.9 1.627 -5.5 355.7 1.703 1.0 388.6 1.694 11.5 
9/24/15 19:23 352.2 1.504 -3.2 355.5 1.493 -5.0 350.0 1.546 6.9 389.6 1.643 10.4 
9/24/1519:24 353.9 1.578 -3.7 355.6 1.655 -5.6 352.2 1.778 7.4 390.6 1.749 6.6 
9/24/15 19:26 354.8 1.576 -11.6 317.2 1.659 -5.0 355.3 1.728 1.3 391.6 1.714 8.6 

12 9/24/15 19:27 354.0 1.569 -4.8 353.9 1.620 -4.8 352.3 1.666 -7.7 392.6 1.668 9.2 
9/24/15 19:29 353.8 1.555 -5.8 351.7 1.513 -4.5 353.5 1.570 -5.1 393.6 1.637 11.4 
9/24/15 19:30 359.1 1.596 -5.4 353.8 1.656 -3.5 353.9 1.735 -0.4 394.6 1.754 7.3 
9/24/15 19:31 351.3 1.581 -7.1 327.7 1.629 -3.9 357.2 1.695 -1 .7 395.6 1.721 8.4 



GCI Calibration Data 



Client Ameren 
Labadie 

Source Identification 1 

Calibration Data For Cylinder 
Sampling Runs: 1-10 Number 
Gas Type: NOx 
Span: 201.30 

Zero Gas EB0054563 

N02 to NO Converter Check CC500307 

Mid-RanQe Gas CC75313 

High-Range Gas LCCO-SA16978 

Run#: 1 
Gas Type: NOx Analyzer 
Span: 201.30 Response 

Zero Gas 0.60 

Upscale Gas 100.60 

Run#: 2 
Gas Type: NOx Analyzer 
Span: 201.30 Response 

Zero Gas 0.60 

Upscale Gas 100.60 

Run#: 3 
Gas Type: NOx Analyzer 
Span: 201.30 Response 

Zero Gas 0.60 

Uoscale Gas 100.60 

Run#: 4 
Gas Type: NOx Analyzer 
Span: 201.30 Response 

Zero Gas 0.60 

Upscale Gas 100.60 

NOx Cal Sheet 1 

Cylinder Analyzer 
Value Response 

%or PPM 

0.00 0.60 

50.29 48.60 

100.20 100.60 

201.30 201.90 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.60 0.00 

100.60 0.00 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.80 0.10 

101.30 0.35 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.40 -0.10 

101.10 0.25 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.60 0.00 

101.40 0.40 

Test Date 
Project# 
Operator 

Absolute 
Difference 
%or PPM 

0.60 

1.69 

0.40 

0.60 

9/24/2015 
15-409 

Nathan V. 

Difference 
%of Span 

0.30 

96.64% 

0.20 

0.30 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.80 0.10 

101.30 0.35 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.40 -0.10 

101.10 0.25 

Final Values 
System System 

Response Cal. Bias 
%of S_Qan 

0.60 0.00 

101.40 0.40 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.60 0.00 

101.20 0.30 

PASS 

Drift 
%of Span 

0.10 

0.35 

Drift 
%of Span 

-0.20 

-0.10 

Drift 
%of Span 

0.10 

0.15 

Drift 
%of Span 

0.00 

-0.10 



Client Ameren 
Labadie 

Source Identification 1 

Run#: 5 
Gas Type: NOx Analyzer 
Span: 201.30 Response 

Zero Gas 0.60 

Up~cale Gas 100.60 

Run#: 6 
Gas Type: NOx Analyzer 
Span: 201.30 Response 

Zero Gas 0.60 

Upscale Gas 100.60 

Run#: 7 
Gas Type: NOx Analyzer 
Span: 201.30 Response 

Zero Gas 0.60 

Upscale Gas 100.60 

Run#: 8 
Gas Type: NOx Analyzer 
Span: 201.30 Response 

Zero Gas 0.60 

Upscale Gas 100.60 

NOx Cal Sheet 2 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.60 0.00 

101.20 0.30 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.70 0.05 

100.90 0.15 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.60 0.00 

100.80 0.10 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.70 0.05 

101.20 0.30 

Test Date 
Project# 
Operator 

9/24/2015 
15-409 

Nathan V. 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.70 0.05 

100.90 0.15 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.60 0.00 

100.80 0.10 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.70 0.05 

101.20 0.30 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.80 0.10 

101.40 0.40 

System Calibration Bias= System Cal. Response- Analyzer Cal. Response 
Span 

Drift = Final System Cal. Response -Initial System Cal. Response 
Span 

Drift 
%of Span 

0.05 

-0.15 

Drift 
%of Span 

-0.05 

-0.05 

Drift 
%of Span 

0.05 

0.20 

Drift 
%of Span 

0.05 

0.10 

X 100 

X 100 



Client Ameren 
Labadie 

Source Identification 

Run#: 9 
Gas Type: NOx Analyzer 
Span: 201.30 Response 

Zero Gas 0.60 

U_2_scale Gas 100.60 

Run#: 10 
Gas Type: NOx Analyzer 
Span: 201 .30 Response 

Zero Gas 0.60 

Upscale Gas 100.60 

NOx Cal Sheet 3 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.80 0.10 

101.40 0.40 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.70 0.05 

101 .20 0.30 

Test Date 
Project# 
Operator 

9/24/2015 
15-409 

Nathan V. 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.70 0.05 

101.20 0.30 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.80 0 .10 

101.90 0 .65 

System Calibration Bias = System Cal. Response - Analyzer Cal. Response 
Span 

Drift = Final System Cal. Response- Initial System Cal. Response 
Span 

Drift 
%of Span 

-0.05 

-0.10 

Drift 
%of Span 

0.05 

0.35 

X 100 

X 100 



S02 Cal Sheet 1 

Client Ameren 
Labadie 

Source Identification 1 

Calibration Data For Cylinder Cylinder Analyzer 
Sampling Runs: 1-10 Number Value Response 
Gas Type: S02 %or PPM 
Span: 418.40 

Zero Gas EB0054563 0.00 0.80 

Low-Range Gas 

Mid-Range Gas CC75313 242.20 241.80 

High-Range Gas LCCO-SA 16978 418.40 417.70 

Run#: 1 Initial Values 
Gas Type: S02 Analyzer System System 
Span: 418.40 Response Response Cal. Bias 

%of Span 

Zero Gas 0.80 0.80 0.00 

Upscale Gas 241.80 241.80 0.00 

Run#: 2 Initial Values 
Gas Type: S02 Analyzer System System 
Span: 418.40 Response Response Cal. Bias 

%of Span 

Zero Gas 0.80 1.10 0.07 

Upscale Gas 241.80 243.10 0.31 

Run#: 3 Initial Values 
Gas Type: S02 Analyzer System System 
Span: 418.40 Response Response Cal. Bias 

%of Span 

Zero Gas 0.80 1.30 0.12 

Upscale Gas 241.80 242.70 0.22 

Run#: 4 Initial Values 
Gas Type: S02 Analyzer System System 
Span: 418.40 Response Response Cal. Bias 

%of Span 

Zero Gas 0.80 0.80 0.00 

Upscale Gas 241.80 242.30 0.12 

Test Date 
Project# 
Operator 

Absolute 
Difference 
%or PPM 

0.80 

0.40 

0.70 

9/24/2015 
15-409 

Nathan V. 

Difference 
%of Span 

0.19 

0.10 

0.17 

Final Values 
System System 

Response Cal. Bias 
%of Span 

1.10 0.07 

243.10 0.31 

Final Values 
System System 

Response Cal. Bias 
%of Span 

1.30 0.12 

242.70 0.22 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.80 0.00 

242.30 0.12 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.90 0.02 

242.60 0.19 

Drift 
%of Span 

0.07 

0.31 

Drift 
%of Span 

0.05 

-0.10 

Drift 
%of Span 

-0.12 

-0.10 

Drift 
%of Span 

0.02 

0.07 



Client Ameren 
Labadie 

Source Identification 1 

Run#: 5 
Gas Type: S02 Analyzer 
Span: 418.40 Response 

Zero Gas 0.80 

Upscale Gas 241.80 

Run#: 6 
Gas Type: S02 Analyzer 
Span: 418.40 Response 

Zero Gas 0.80 

Upscale Gas 241.80 

Run#: 7 
Gas Type: S02 Analyzer 
Span: 418.40 Response 

Zero Gas 0.80 

Upscale Gas 241 .80 

Run#: 8 
Gas Type: S02 Analyzer 
Span: 418.40 Response 

Zero Gas 0.80 

Upscale Gas 241.80 

S02 Cal Sheet 2 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.90 0.02 

242.60 0.19 

Initial Values 
System System 

Response Cal. Bias 
% ofSp_an 

1.10 0.07 

241.50 -0.07 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

1.20 0.10 

241 .90 0.02 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

1.10 0.07 

242.60 0.19 

Test Date 
Project# 
Operator 

9/24/2015 
15-409 

Nathan V. 

Final Values 
System System 

Response Cal. Bias 
%of Span 

1.10 0.07 

241.50 -0.07 

Final Values 
System System 

Response Cal. Bias 
%of Span 

1.20 0.10 

241.90 0.02 

Final Values 
System System 

Response Cal. Bias 
%of Span 

1.10 0.07 

242.60 0.19 

Final Values 
System System 

Response Cal. Bias 
%of Span 

1.20 0.10 

243.10 0.31 

System Calibration Bias = System Cal. Response - Analyzer Cal. Response 
Span 

Drift Final System Cal. Response -Initial System Cal. Response 
Span 

Drift 
%of Span 

0.05 

-0.26 

Drift 
%of Span 

0.02 

0.10 

Drift 
%of Span 

-0.02 

0.17 

Drift 
%of Span 

0.02 

0.1 2 

X 100 

X 100 



Client Ameren 
Labadie 

Source Identification 1 

Run#: 9 
Gas Type: S02 Analyzer 
Span: 418.40 Response 

Zero Gas 0.80 

Upscale Gas 241.80 

Run#: 10 
Gas Type: S02 Analyzer 
Span: 418.40 Response 

Zero Gas 0.80 

Upscale Gas 241.80 

S02 Cal Sheet 3 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

1.20 0.10 

243.10 0.31 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

1.10 0.07 

242.90 0.26 

Test Date 
Project# 
Operator 

9/24/2015 
15-409 

Nathan V. 

Final Values 
System System 

Response Cal. Bias 
%of Span 

1.10 0.07 

242.90 0.26 

Final Values 
System System 

Response Cal. Bias 
%of Span 

1.20 0.10 

242.40 0.14 

System Calibration Bias== System Cal. Response- Analyzer Cal. Response 
Span 

Drift ::: Final System Cal. Response - Initial System Cal. Response 
Span 

Drift 
%of Span 

-0.02 

-0.05 

Drift 
%of Span 

0.02 

-0.12 

X 100 

X 100 



C02 Cal Sheet 1 

Client Ameren 
Labadie 

Source Identification 1 

Calibration Data For Cylinder Cylinder Analyzer 
Sampling Runs: 1-10 Number Value Response 
Gas Type: C02 %or PPM 
Span: 22.15 

Zero Gas EB0054563 0.00 0.00 

Low-Range Gas 

Mid-Range Gas CC75313 11.49 11.40 

High-Range Gas SG9148338BAL 22.15 22.00 

Run#: 1 Initial Values 
Gas Type: C02 Analyzer System System 
Span: 22.15 Response Response Cal. Bias 

%of Span 

Zero Gas 0.00 0.00 0.00 

Upscale Gas 11.40 11.40 0.00 

Run#: 2 Initial Values 
Gas Type: C02 Analyzer System System 
Span: 22.15 Response Response Cal. Bias 

%of Span 

Zero Gas 0.00 0.10 0.45 

Upscale Gas 11.40 11.30 -0.45 

Run#: 3 Initial Values 
Gas Type: C02 Analyzer System System 
Span: 22.15 Response Response Cal. Bias 

%of Span 

Zero Gas 0.00 0.10 0.45 

Upscale Gas 11.40 11.40 0.00 

Run#: 4 Initial Values 
Gas Type: C02 Analyzer System System 
Span: 22.15 Response Response Cal. Bias 

%of Span 

Zero Gas 0.00 0.00 0.00 

Upscale Gas 11.40 11.30 -0.45 

Test Date 
Project# 
Operator 

Absolute 
Difference 
%or PPM 

0.00 

0.09 

0.15 

9/24/2015 
15-409 

Nathan V. 

Difference 
%of Span 

0.00 

0.41 

0.68 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.30 -0.45 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.40 0.00 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.00 0.00 

11.30 -0.45 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.40 0.00 

Drift 
%of Span 

0.45 

-0.45 

Drift 
%of Span 

0.00 

0.45 

Drift 
%of Span 

-0.45 

-0.45 

Drift 
%of Span 

0.45 

0.45 



Client Ameren 
Labadie 

Source Identification 1 

Run#: 5 
Gas Type: C02 Analyzer 
Span: 22.15 Response 

Zero Gas 0.00 

Upscale Gas 11.40 

Run#: 6 
Gas Type: C02 Analyzer 
Span: 22.15 Response 

Zero Gas 0.00 

Upscale Gas 11.40 

Run#: 7 
Gas Type: C02 Analyzer 
Span: 22.15 Response 

Zero Gas 0.00 

Upscale Gas 11.40 

Run#: 8 
Gas Type: C02 Analyzer 
Span: 22.15 Response 

Zero Gas 0.00 

Upscale Gas 11.40 

C02 Cal Sheet 2 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.40 0.00 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.30 -0.45 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.40 0.00 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.50 0.45 

Test Date 
Project# 
Operator 

9/24/2015 
15-409 

Nathan V. 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.30 -0.45 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.40 0.00 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.50 0.45 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.60 0.90 

System Calibration Bias = System Cal. Response - Analyzer Cal. Response 
Span 

Drift = Final System Cal. Response- Initial System Cal. Response 
Span 

Drift 
%of Span 

0.00 

-0.45 

Drift 
%of Span 

0.00 

0.45 

Drift 
%of Span 

0.00 

0.45 

Drift 
%of Span 

0.00 

0.45 

X 100 

X 100 



Client Ameren 
Labadie 

Source Identification 1 

Run#: 9 
Gas Type: C02 Analyzer 
Span: 22.15 Response 

Zero Gas 0.00 

Upscale Gas 11.40 

Run#: 10 
Gas Type: C02 Analyzer 
Span: 22.15 Response 

Zero Gas 0.00 

Upscale Gas 11.40 

C02 Cal Sheet 3 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.60 0.90 

Initial Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.50 0.45 

Test Date 
Project# 
Operator 

9/24/2015 
15-409 

Nathan V. 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.50 0.45 

Final Values 
System System 

Response Cal. Bias 
%of Span 

0.10 0.45 

11.50 0.45 

System Calibration Bias = System Cal. Response - Analyzer Cal. Response 
Span 

Drift = Final System Cal. Response -Initial System Cal. Response 
Span 

Drift 
%of Span 

0.00 

-0.45 

Drift 
%of Span 

0.00 

0.00 

X 100 

X 100 



Calibration/Gas Certification Sheets 



1Da1e; 8/1412015 
I Model: 
!Serial: IN2 

Grace Consulting, Inc. 
EPA MethodS 

522 Series Meter Box calibration 
Calibration Or1flce Method 

English Meter Box Units, English K' Factor 

Barometric Pressure: 29.45 
Theorellcal Critical Vacuum: 13.89 

DRY GAS METER READINGS Crtllcal Otlfic:e Readings 

Volume Volume Volume Temp Temp K'OIIfice Act\W dH Tlme Initial Final Total tnltial Anal O!ifioe Coelllclant Vacuum lin H20) (min} (cull) (ouft) (cull) I~ F) (deg Fl Serial# I (see abolle) (In Hg) 
0.69 142.3 662.<4-18 727.385 64.967 88 88 48 0.3387 24.5 us 39.7 727.385 751.277 23.892 88 91 55 0.4427 22.5 
2.05 32.6 751.277 777.849 26.572 91 93 63 0.5929 20 
3.65 10 7n.849 788.926 11.on 93 95 73 0.8094 16 

CORRECTED VOlUME ORIFICE DRY GAS DRY GAS METER Ciii..I8RAT10N FACTOR METER ORIFICE CALIBRATI()H dH4ll Vm(std) Vcr(sld) 
ccuru ccum: 

FACTOR y 
Value Yat1atlon 

Value Varlallon 
{In H20) (Ill H20 

61.694 60.745 0 .965 0.009 2.130 0.068 
22.652 22.120 0.977 0.001 2 .084 0.022 
25.135 24.286 0.966 -0.0093 2.065 0.004 
10.482 10.215 0.975 ·0.0009 1.968 -0.094 

I Average 0.1175 

P • ._ iJ.H . 
v , 11 .64 1v ) 13 •6 

r.("") ~ « t. +460 

~ENTTEMPERATURE 
Initial 

(deg F} 

8<4-

88 

ffl 

85 

Final Avera!lll 
(deg F) ((leg f) 

88 86 
87 87.5 
85 86 
84 85 

Orifice f« Calc. 
3.25018 



Date: 9/28/2015 
Model: Apex 
serlat IN2 

Grace Consulting, Inc. 
EPA Method 5 

Post Test calibration 
Calibration Orifice Method 

English Meter Box Units, English K' Factor 

Barometric PresS1Jre: 29.32 Theoretical Critical Vacuum: 14.00 

IMPORT At For valid test results, the Actual Vacuum should be 1 to 2 in. Hg greater than the Theoretical Critical Vacuum shown above. 
IMPORT At The Clitlcal Orifice Coellicient, K'. must be entered in EngUsh units, (ft)"3*(deg R)"'.SI((in.Hg)•(mJn)). 

DRY GAS METER READINGS Critical Orifice Readings 

Volume Volume Volume Temp Temp K' Oriftce Actual dH T1me Initial Ffnal Total Initial Final Orifice Coefficient Vacuum {In H20} (min) (cu ft) (cu ft) (cu ft} (deg F) {deg F) Serial # see above (inHg) 2 12.8 670.1 680.267 10.167 82 84 63 0.5929 20.5 2 13 680.267 690.579 ~0.312 84 85 63 0.5929 2.0.5 2 14.1 690.579 701 .75 11.171 85 86 63 0.5929 20.5 

CORRECITEO VOLU ME 
ORIFICE ORYGAS DRY GAS METER CALIBRATION FACTOR METER ORIFICE CAUBRATION dH@ Vm(std) Vatstd) FACTOR v Value Variation (cu ft) {cu ft) Value Variation (in H20) (in H20) 9.733 9.518 0.978 -0.001 2.034 ·0.012 9.844 9.636 0.979 4.2E..05 2.048 0.001 10.645 10.4i8 0.980 0.00081 2.057 0.011 

!Average 0.979 !Average 2.046 
Note: For Calibration Factor Y, lhe ratio of the reading of the calibration meter to the dry gas· meter, acceptable tolerance of indllliduai values from tile average Is +..0.02. 

AMBIENT TEMPERAT 
Initial Final 

(deg F) (deg F) 
85 88 
88 92 
92 93 

For Orifice Calibration Factor dH@. the orifiCe differential pressure in inches of H20 that equates to 0. 75 cfm of air at68 F and 29.92 inche~ of _Hg, acoeptable.J~ance 71 values from the average is +-0.2. -~ ~ (/ /-'! SIGNEtr.2-: ' . ----;= 
P 

6/f ,+--v = 17 .64 (v ) 13 ·6 -(.·ol) .. t,. + 460 
V K , Pbe 

cr(.rrd) = .J 
tomb + 460 

Date: 

y :::: V cr(~d) 
v lll(std) 



Pitot Calibration Form 

Operator. Teague IProbe#: Avg PeA side .809 
Date: 11/26/2014 IPitot #: IN4A 
BaroPress: 29.1 J 
Low Side A Calculations 

sqrt P std sqrt D P 

Run# (In H20) (In H20) Cp(s } Deviation P std 

Cp(s)- Cp(A) Cp (s) = P(s ) 
1 .90 1.09 .814 .002 
2 .91 1.10 .815 .003 
3 .90 1.10 .808 .004 Deviation = 

Average Cp (Side A) .812 .0029 Cp (s) = Cp ( A or B ) 

Mid Low Side A Average Deviation = 
P std P ( s ) side (A orB ) 

Run# em H20 em H20 Cp ( s ) Deviation 
( in H20) (in H20) Cp(s) - Cp(A) 

1 1.20 1.47 .810 .004 
2 1.21 1.49 .806 .000 Cp (side A) * Cp (side B) 

3 1.20 1.48 .801 .005 

Average Cp (Side A) .806 .0030 = .0001 



Pitot Calibration Form 

Operator: Teague Probe#: Avg PeA side .808 
Date: 11/26/2014 Pitot #: IN48 
BaroPress: 29.1 
Low Side A Calculations 

sqrt P std sqrt D P 

Run# (in H20) ( in H20) Cp(s} Deviation P std 

Cp(s) - Cp(A) Cp (s) = P(s) 
1 .90 1.09 .813 .002 
2 .89 1.10 .801 .010 
3 .90 1.09 .818 .007 Deviation = 

Average Cp (Side A) .811 .0065 Cp (s) = Cp (A or B ) 

Mid Low Side A Average Deviation = 
P std P( s) side(Aor B ) 

Run# em H20 em H20 Cp ( s) Deviation 
(in H20) ( in H20) Cp(s) - Cp(A) 

1 1.21 1.48 .810 .005 
2 1.20 1.49 .797 .008 Cp (side A) • Cp (side B) 

3 1.21 1.48 .807 .002 

Average Cp (Side A) .805 .0053 = .0012 



Pitot Calibration Form 

Operator: Teague I Probe#: Avg PeA side .808 
Date: 11/26/2014 IPitot #: IN4C 
BaroPress: 29.1 I 
Low Side A Calculations 

sqrt P std sqrt D P 

Run# (in H20) (in H20) Cp(s) Deviation P std 

Cp(s) - Cp(A) Cp(s) = P(s) 
1 .90 1.11 .803 .001 
2 .90 1.11 .805 .001 
3 .90 1.11 .804 .000 Deviation= 

Average Cp (Side A) .804 .0009 Cp (S) = Cp (A orB ) 

Mid Low Side A Average Devia1ion = 
Pstd P(s) side(AorB) 

Run# em H20 em H20 Cp(s) Deviation 

(in H20) (in H20) Cp(s)- Cp(A) 
1 1.21 1.48 .812 .001 
2 1.22 1.48 .815 .002 Cp (side A) • Cp (side B) 

3 1.21 1.47 .812 .001 

Average Cp (Side A) .813 .0014 = .0004 



Pitot Calibration Form 

Operator: Teague IProbe#: Avg PeA side .808 
Date: 11/26/2014 IPitot #: IN4D 
BaroPress: 29.1 I 
Low Side A Calculations 

sqrt P std sqrt D P 
Run# ( in H20) (in H20) Cp(s ) Deviation P std 

Cp(s) - Cp(A) Cp(s) = P( s ) 
1 .90 1.11 .803 .005 
2 .91 1.11 .809 .001 
3 .91 1.11 .811 .003 Deviation = 

Average Cp (Side A} .808 .0030 Cp (s) = Cp ( A or B ) 

Mid Low Side A Average Deviation = 
P std P (s ) side (A orB ) 

Run# em H20 em H20 Cp(s) Deviation 
( in H20) (in H20) Cp(s) - Cp(A) 

1 1.21 1.48 .808 .001 
2 1.21 1.48 .807 .002 Cp (side A) • Cp (side B) 

3 1.21 1.47 .812 .003 

Average Cp (Side A} .809 .0021 = .0009 



1N601 
CERTIFICATE OF BATCH ANALYSIS 

Grade of Product~ CEM-CAL ZERO 

AIRJitl. 

Part Number: Nl CZ15A 
EB0054563 

Reference Number: 40-400480699-1 
142.0 CF Cylinder Analyzed: 

Laboratory: 
Analysis -oate: 
Lot Number: 

MID~ Saint louis SGL (SAP) - MO 
·.Jan 2!t. 2015· 
40-400460699-1 

Expiration Date: Jan 29, 2023 

Cylinder Volume: 
Cylinder Pressure: 2000 PSJG 
Valve Ootlet: 580 

Component 

ANALYTICAL lmSULTS 
J\equested Certified 

Concentration 
CARBON DIOXIDE 
NOx 
502 
THC 
CARBON MONOXIDE 
NITROGEN 

Purity 

< 1.0 PPM 
< 0.1 PPM 
< 0.1 PPM 
< 0.1 PPM 
< 0.5PPM 

99.9995% 

<LDL 0.12 PPM 
< 0.1 PPM 
< 0.1 PPM 

0.04PPM 
<LDL 0.12 PPM 

99.9995% 
Pennanent Note&:Airgas certifies that the contents of this cylinder meet the requirements of 40 CFR 72.2 

Cylinders In Batch: 

CC 151992, CC158309, CC184658, CC273411 ,:1:~28"@,. EB0021353, EB0054563, SG9149519, SG9170515BAL@ 

Impurities verified against analytical standards traceable to NIST by weight and/or analysis. 

___ ...,st~¥gnwa....,tu,...re-onu..flwl&.e --:.·;.,.:....... 
Approved for Release 

Page 1 of 40-4(1(MBO$t9-1 



AI 

CERTIFICATE OF ANALYSIS 
Grade of Product: EPA Protocol 

Part Number: 
Cylinder Number: 
Laboratory: 
PGVP Number: 
Gas Code: 

E03NI99E 15A 1376 
CC500307 
ASG - Chicago - IL 
812013 
N02 

Referenc~ Number: 
Cylinder Volume: 
Cylinder Pressure: 
VahteOuUet: 
Certification Date: 

Expiration Oa~e: Mar 01, 2016 

54-124360256-3 
144.4 Cubic Feet 
2015 PSIG 
660 
Mar 01 , 2013 

Airgas Specialty G11ses 
12722 South Wlntworth Awnue 
Chicago, IL 606:U 
(773)78.5-lDDO Fn; (773) 785-1e2a 
www.airga1.com 

Cer~r.c:ation pertonnod rn accordance with "EPA ·rraceaoiliy Prolocollor Assay and Ce.rti!icoltioo of GaSOOUI Calibralloo SlanQaros (May 201.2)" document EPA tiOOIR·12J531, uslnjl thli anay Jl1"(1Cedures lisled. An8lytfcal Me1hcdology does n<ll tOQUire correction Ill! anal~ llllcrfereoce. This cyrindlr has a toi~L eMiylical uncet~ainry as &tale<! below with a confidence level of 95%. Tllero ere no sl{/nitlcant lrf!putiUes wl!lch affect lhe uso ot this e&llblatiOI'I mlxtu-e. Nl concenii'IIUoris ate on 8 voiUrnelvoWme basis Ullless olherwise flOfell. 
. . Do Not Use This Cy!lncler below 100 l)slg, r.e. 0.7 meg~scals • 

ANALYTICAL RESULTS i Component Requested Actual Protocol Total Relative Assay Concentration Concenvalion Me.~od Uncertainty Dates 
NITROGEIIJ D IOXIDE 50.00PPM 50.29.PPM G1 •1-2'4 02/2212013, 03/01/201 ~ NITROGEN Balance 

I Type 

...... 
CAUBRATION STANDARDS. 

Lot ID Cylinder No Concentration Uncertainty Expiration Date 
GMIS 1.24288126109 CC316574 58.29 PPM NITROGEN DIOXIDE/NITROGEN +/.2% Od25, 2015 PRM 12314 726635 50.0 PPM NITROGEN DIOXIDE/NITROGEN +/·2.0% Mar 15, 2013 The SRM or PRM noted above is only in reference to the GMIS used In the essoy and n01 per1 of the enelysis. 

ANALYTICAL EQUIPMENT 
Instrument/Make/Model Analytical Principle Last Mlllttpolnt Calibration I (CH-3} ECO PHYSICS CLD822S 

Triad Data Available Upon 
Request 

Notes: A-b-

Chemiluml~scence 

Approved for Release---

Feb 27, 2013 



iroas. 
CERTIFICATE OF ANALYSIS 
Grade of Product: EPA Protocol 

Airgas Specialty Gases 
12722 "Sotith WMtw!>rth Avenua 
Chicago. IL 6{162B 
{773) 785·3000 Fa..· (773)785·192B 
www.eirgas.com 

Part Number: 
Cylinder Number: 
laboratory: 
PGVP Number: 
Gas Code: 

E04NI88E15A 1 FX 1 Reference Number: CC75313 Cylinder Volume: ASG ~Chicago- ll CyJinder Pressure: B1 2014 Valve Outlet: 
C02.NO,S02,BALN CertifiCation bate: 

EXpiration Date: Sep 12, 2022 

54-124451476-1 
150.8CF 
2015 PSIG 
660 
Sep 12, 2014 

C<!rtificalion performed ll'lacco<Oar>ee with ~EPI\ Traeeabilily ProtoQOI fQ( Assay and CertiRc:atioo or Goseous Celibrallon Slandarils (May 2.012)" document EPA 
600ifH21531. using the essay proc:edllf!lsllated. Analyllcal Methcdology aoes not reqt.Jire correction forar~&ly\ical lnlerfarence. This c:yflnder has • tolalanalytlcat 

uncel'lainty as staled below With • confodellCe 16vel ol95%. Thefe ate no signl6canl impurities which sHeet the use oC thllo calibrauoo mixlure. All conc•ntrations are on a vdumelvo!ume basis unless olllenoise.noted. 
Do Not Use This Cy~nder below !00 _p~!!, i.e. 0. 7 MS{IaoaK81s. 

ANALYfiCAL RESULTS Component Requested Actual Protocol Total Relative Asuy Concentration Concentration Method _uncertainty Dates ----"'" - ' -- _.....,. NOX 100.0PPM 100.2 PPM G1 +I· 1.0% NIST Traceable 0910512014, 0911212014 NITRIC OXIDE 100.0 PPM 100.2PPM G1 +I· 0.9% NIST Traceable 0910512014. 0&11212014 SULFUR DIOXIDE 237.5PPM 242.2 PPM G1 +I- 1.0% NIST Traceable 09/05/2014, 09112/2014 CARBON DIOXIDE 11.45% 11 .49% G1 f/. 0,5% NISTTraceeble 09/05/2014 NITROGEN Balance 

CALIBRATION STANDARDS Type Lot 10 Cylinder No Concentration Uncertainty Expiration Date NTRM 13061{)08 CC423130 99.86 PPM NfTRIC OXIDE/NITROGEN +/-0.8% Nov~9,2019 PRM 12312 680179 !0.01 PPM NITROGEN DIOXIDE/NITROGEN +/- 2,0% Feb 14,2012 GMIS 124206889102 CC320500 4.979 PPM NITROGEN DIQXIDF.JNITROGEN +/·2.0% May 04, 2015 NTRM 11080833 CC341862 241 PPM SULFUR DIOXIOEINIT~OGEN .. ,. 0.9% May 13, 2017 NTRM 97051017 SG91 98991 BAL 10.818% CARBON DIOXIDE/NITROGEN +f. Q.5%: .run 28,2018 The SRM, PRM Or RGM noled abo\'!o Is only In telerence to the GMIS used in the ass~ 1mt not part olthe analysis. 
~ 

ANALYTICAL EQUIPMENT lnstrumenVMake/Model Analytical Principle Last Multipoint Calibration Nexus 470 AEP000042b FTIR Aug 11,2014 Nexus 470 AEP0000428 FTIR Sep 11,2014 Ntlxus 470 AEP0000428 FTIR Sep 11.2014 Nexus 470 AEPOOOD428 FTIR Sep 11,2014 

Triad Data .Available Upon Request 

Approved for Release 
Page 1 of 64·124.S1476-1 



·r tJ Cot 6 5 

CERTIFICATE OF ANALYSIS 
Grade of Product: EPA Protocol 

Part Number: E04NI81 E15A0011 Reference Number: 54-124286336-5 Cylinder Number: LCCO-SA 16978 Cylinder Volume: 155.4 CF Laboratory: ASG • Chicago- IL Cylinder Pressure: 2015 PSIG PGVP Number: 812011 Valve Outlet: 660 Gas Code: C02,NO,S02,BALN Certification Date: Oct 29, 2011 
Expir:ation Date: Oct 29, 2019 

Aimas. 

Certific:alion perfllll'J'Ied In I!CCOrd4nce wilh ·E? A Traceablllly Ptoloeol for Aaay and Certification of Gaseoos Callbnltion Slandard& (May 2012)" documenl EPA 
600/R-12/531, using the a~ proceclures lisled. Analytical Melllod<llogy does not requite OOII'eedon lor analyticallmerrerence. This cylinder has a·101sl lltlalytical 

uncertaJnty as stated below with a conndence level of 95%. Thent are no slgniialnllmplllilies wlllch affeclltle use ot lids calibretion mlxtllfe. I>JI concent<alions 1m1 on 8 volumlllvolume basis unless·olherwise noted. 
Oo Ncl Use This Cylinder below 100 pslg, I.e. 0.7 megap!lSeals. 

ANALYTICAL RESULTS Component Requested Actual Protocol Total Relative Concentration Concentration Method Uncertainty 
NITRIC OXIDE 200.0 PPM 201.3 PPM G1 +1-1% NISTTraceable NITRIC OXIDE 200.0PPM 201.3 PPM G1 +1- 1% NIST Traceable SULFUR DIOXIDE ~OO.OPPM 418.-4 PPM G1 +/- 1% NlST Traceable CARBON DIOXIDE 18.00 % 18.09% G1 +1- 1% NIST Traceable NITROGEN Balance 

Total oxides of nitrogen 201.3 PPM For Refe~nce Only > 

f'..ALIBRATION STANDARDS Type Lot 10 Cylinder No 

NTRM 11()60128 CC330714. 
NTRM/502 09061029 CC301419. 
NTRM!C02 06120403 CC184925 

Instrument/Make/Model 

C02-1 HORIBAVIA·510V1E3H7P5 
Nexus 470 AEP000042S 
Nexus470 AEP0000428 

Triad Date Availabl~ Upon Request 

Notes: 

Signature on file 

Approved for Release 

Page 1 of 54-124286336-5 

.Conc.entratlpn Uncertainty 
248.'1 PPM NITRIC OXIDE/ +1-0.5•.!, 
479.5 PPM SULFUR DIOXIDE/ +1-1.0% 
19.66 % CARBON OIOXIDEJNITROGEN +1- 0.5% 

ANALYTICAL EQIDPMENT 
Analytical Principle Last Multipoint Calibration 

· NOIR Sep 26,2011 
FTIR Oct 18, 2011 
FTIR Oct 18, 2011 

Assay 
Dates 

1012012011, 10129/2011 

10/20/2011, 10/2912011 
10/20/2011, 1012912011 

1012012011 

Expiration Oate 

Jan 17, 2017 

Feb 15,2015 

May 0 \,2016 



Alruas. 
CERTIFICATE OF ANALYSIS 
Grade· of Product: EPA Protocol 

Airgas Specialty Gases 
12722 SOU1h Wentwot'lll Avenue 
Chicago. JL 801128 
(n3) 78~000 F.a~ : (173) 785-1928 
-.Jiitgas.oom Part Number: 

Cylinder Number: 
Laboratory: 
PGVP Number: 
Gas Code: 

E04NI77E1SA0029 
SG9146338BAL 
ASG - Chicago- IL 
812014 
C02,NO,NOX,S02,BALN 

Expiration Date: 

Reference Number: 
Cylinder Volume: 
Cylinder Pressure: 
Vi!Nfl Outlet: 
Certification Date: 

Jun 30,2022 

S4-12443~113-1A 
158.5 CF 
2015 PSIG 
660 
Jun 30, 20'\4 

C..rtili<;alion perlormad ln·ac<O'd.Mee·wilh "EPA Traeeabfll(y Proto<;ol lor Asuy lll!d Cttllf~aon of GUtoll$ Clllibra!ion S .. ndards (May 2012)' doeum"'l EPA !SOOIR-121531. using I he eSilay procedures I hill<!; An~ytielll MalhOdoloiiY doe. 110( requl,. c:onactlon lor antlytlcal iOierfert~n<;e. Thill cylinder na a lOla! aner~ uncerteirlly ea $lalo<l below wilh a conlidenr;e le.,..l of 9$'%. There are no algnllicant lmputtlles wNc:h .tfac:l the UJII ~this callblaliOn 111ll!lure. AI CIOnClentraliona ilre.on e volume/wlume bali• unle~t~ OIIIINW!se noted. 
Oo Not Usa Thit Cylinder beloW 100 J)jllg, i.e. 0.7 J118gipti!IQI5. 

ANALYTICAL RESULTS Component Requested Actual Protocol Total Relative Assay Concentration Concentration Method Untertalnty Dates NOX ·-·' --~.·-· 100.0 PPM --- ms.o·ppwr- - -· -m ··-.. -··-· . +f.:-1·% Nt~ 'I rateabre·· .... 06/191201'4;-00t.ltl/2014 NITRIC OXIDE 100.0PPM 10·UPPM G1 +1- 1% NIST Traceable 0611912014, 06130/2014 SULFUR DIOXIDE '237.5 PPM 239.!1 PPM (31 +I- ·1% NIST Traceable 0611912014, 0613012014 CARBON DIOXIDE 22.00% 22.15% G2 +/- 1% NIST Traceable 06/20J2014 NITROGEN Balance 

CALIBRATIOW sTANDARDS Type LotJD Cylinder No Concentration Uncertainty Explradon Date NTRM 13061056 CC42S751 99.86 PPM NITRIC OXIOEJNITROGEN +f..0.8% Nov 19, 2111.9 PRM 12312 680179 1.0.01 PPM NITROGEN +f- 2.0% Feb 14,2012 DiOXIOEJNITROGEN 
GMIS 124206889102 CC320508 4.979 PPM NITROGEN +/·2.0% May04,2015 

DIOXiDE/NITROGEN 
NTRM 11060833 CCU1862 241 PPM. SULFUR OIOXIOEJNITROGEN +/-0.9%. May 13, 2017 NTRM 97060816 SG91-G75308AL 7.029% CARBON DIOXIDE/NITROGEN +/-0.5% May 01,2016 The SRM. PRM or RGM no!ed above is only in reforenco to the GMIS uteclln 11\eaasay ancl not_lall oUha an~ls. 

ANJ\LYriCAL EQUIPMENT 
Instrument/Make/Model ,A.nalytlcal Principle Last Multipoint Calibration 
C02·1 HORIBA VIA-510 V1E3H7P5 NOlR May23, 2014 Nexu~ 470 AEPOD00428 FTlR Jon 2a, 2014 Nexus 470 Aa'0000428 FllR Jun 28,2014 Nexus 470 AEP0000428 

' FT1R Jun.28, 2014 

Triad Data Available Upon 
Request 

Notes: 

Approved for Release 

Page 1 of 54-124439113-1A 



Plant Data Sheets 



Source 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 14:00 Through 09/24/2015 14:20 
Time Online Criteria: 1 minute(s) 

LABU01 

Parameter 
)Unit( 

C02 I 
(PERCENn 

MWLOAD1 
(MW) I NOX#IMM I 

(LBIMMBTU) 
NO X PPM 

(PPM) 
S02PPM 

(PPM} 

09/24/~5 14:00 13.0 619 0.091 53.8 190,6 

09124/15 14:01 ---- ---13.0 621 0.090 53.5 
1 88.3 ___ _ 

09/24/-:-:15::----;-:14:"'02=--- - -:1:-=:3-;.1---- - --::-;623:::: 0.088 52.5 166.5- -

09124715 14:00 ___ _ -- 13.1 626 ------ 0.066 . ____ ------s2.5 ____ _ - Tsii.2 _ _ _ 

o""912=41~15=----t-:-74 :04 -----13:1 627 53.4 167.4 
09/24115 14:05- - -- 13.2 ______ - - 628 ---------o.o86- --- --- 5ia- --- --187.5- -

091241~-1-':06 - ---13.2 _____ _ 62_8 _____ 0.088 -----s3.,-- 188.4 

09i24i15 __ _ 14:07 - - - -~ - 628 - - -o:oa9-- ---- ----s3.2 -- - - 189.3 

09124115 - --u:oa - -- --13:-2 a28 o.Oa9 53.2 189.3--

09124/15- -14:oo-· - ----13.1------~-- 0.089 53.0 1B"f.6-

09/2~~4~/1~5---:1~4~:1~0-----...,.1~32~-----~6=2B~-----~0.~08==9-------~53~.~3--------~1~87.9 

09124/15 14:11 13.2 627 0.089 53.6 187.0 

09/24/15 

09/24115 

09124115 

09/24/15 

09124/15 

09/24/15 

09/24/15 

09/24/15 

09/24115 

14:12 

14:13 

14:14 

14:15 

14:16 

14:17 

14:18 

~4:19 

14:20 

Awrage 
Minimum 
Maximum 

Surr.mation 

Included Data Points 
TO'.al number of Data 

Points 

13.2 

~3.0 

13.1 

13.2 

13.1 

13.1 

13.1 

13.2 

13.1 

13.1 
13.0 
13.2 

275.7 

21 
21 

626 

626 

626 
627 

628 

628 

628 

627 

627 

626 
619 
628 

13,154 

21 
21 

0.096 56.9 186.7 

0.086 52.5 186.2 

0.088 52.7 187.2 

0.088 52.4 187.5 

0.089 53.2 186.7 

0.089 53.1 185.4 

0.088 53.1 186.7 

0.088 52.7 187.2 

0.089 
0.088 
0.096 
1.871 

21 
21 

53.2 
52.4 
56.9 

1,117.8 

21 
21 

187.5 
185.4 
190.6 

3,938.0 

21 
21 

{(\ --U\ 

F = Unit Offline 

I= Invalid 

E = Exceedance 

M = Maintenance 

C = Calibration S = Substituted 

T = Out Of Control * = Suspect 

U - Startup 

D- Shutdown 

Report Generated: 09/24/15 16:00 Report Version 3.1.1130 LABADIEP2\reportuser 1 of 1 



Source 

Parameter 
)Unit( 

09/24115 14:35 

C02 
(PERCENT) 

13.2 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 14:35 Through 09/24/2015 14:55 
Time Online Criteria: 1 minute(s) 

MWLOAD1 
(MW) 

630 

LABU01 

NOX#IMM 
(LBJMMBTU) 

0.089 

NO X PPM 
(PPM) 

53.3 

S02PPM 
(PPM) 

187.5 
09124115-----1-4:36---- ---13.2- --- ----- ·av _______ ----o.o-8-s --------53.3·· - --- 1-88-.o-- · -

--- 58.1 . - . - --- 186.2 - --

09/24[15 14:39 13.1 628 0.090 53.4 184.7 
o9i24i15 ----14:4o- -----13.1---- --63o --- -------o.caa· ----- -- ·siY-- - --- 1a6T - - -

o9124rf5 -- -14:41 ______ 13.2--------6~ o-:-caa-- ----52.9 ----187.f--

09/24/15 14:42 13.2 631 0.089 53.7 167.8 
o9i2-4t-15 ___ -14:4.,-----~3.2_------631 ______ c.08_9 __ ___ ----5-3.6--- 167.o 

09t24t15- -- 14:44 
--- =----- ---------- -·------ ----- -----------· 

13.2 632 0.090 53.8 166.0 

09/24/15 14:45 13.2 632 0.089 53.5 ~ 66.0 

09/24!15 14:46 13.1 632 0.088 52.7 167.2 

09/24!15 14:47 13.1 632 0.069 52.9 167.1 
09/24!15'--~14~:4~8~-----~1~3~.1------~6~2~9-----~0~.0~89~-----~53~.1-----~1~86~.8~-

09/24!15 14:49 13.1 628 0.089 53.2 186.8 

09/24!15 14:50 13.0 629 0.089 52.6 185.7 

09/24!15 14:51 13.2 630 0.088 53.1 187.5 

09/24/15 14:52 13.2 631 0.088 52.9 188.3 

09/24/15 14:53 13.1 631 0.088 52.3 187.3 

09/24/15 14:54 13.2 631 0.089 53.5 188.3 

09/24115 14:55 13.1 631 0.088 52.7 187.2 

Average 
Minimum 
Maximum 

Summa1ion 

Included Data Points 
To1al number of Data 

Points 

F = Unit Offline 

I= Invalid 

13.1 
13.0 
13.2 

275.8 

21 
21 

E = Exceedance 

M = Maintenance 

Report Generated: 09/24/15 16:02 

630 
627 
632 

13,230 

21 
21 

0.090 
0.088 
0.098 
1.880 

21 
21 

53.5 
52.3 
56.1 

1,124.3 

21 
21 

C = Calibration S = Substituted 

T = Out Of Control * = Suspect 

Report Version 3.1.1130 LABADIEP2\reportuser 

187.0 
183.6 
188.3 

3,926.5 

21 
21 

U- Startup 

D- Shutdown 

1 of 1 



Source 

PlrciiTleter 
)Unit( 

09/24115 15:10 

C02 
(PERCENT) 

13.1 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 15:10 Through 09/24/2015 15:30 
Time Online Criteria: 1 minute(s) 

I 
MWLOAD1 

(MW) 

633 

I 
I 

LABU01 

NOX#IMM I 
(LBIMMBTU) 

0.088 

NOXPPM 
(PPM) 

52.6 

S02PPM 
(PPM) 

186.5 
os/241·5----:rs :F ---- ------:;-J.1----- --- 832 - - --·-o.o-88- -- - --52.7---- -- 187.4 

o9i24i~5 - ·15:12-- --- 13.1 _____ __ 630 ·- - -o.o89 - - - - --53.3 ---------::ae.6- -

09124115- - 15~----,-3~0------- ----sao - ---- - -o.os2- - ---- --54.2 - - - -- - 185_o __ _ 

09/24115 -- 15:14 _ __ _ _ _ _ _ 13Jl ______ 631 _ _____ o.092 - - ---- 54.4 - ·---- · ""Te5T --

C9/24115-- 15:fs _ _____ __ _ 1.3.1 ___ _ · - - - -632 · - - - -- - --o-:oii9 __ _ __ _ _ 53.2-- - - - "185.4 -

o9if41"'15-- '5:1_6 __ --- 1'3.'1 ------ -632"-- · - - - o.oa9· - - - ---- 53.2 _ _ _ --- --186:6- -

09124/15 

09124/15 

~:17;-------13.-1-·---- --632 ·----·· - - o.oe8- · - -- ----·- s2.2 ·-- - --186.2- -- -

15:18 13.1 ----- 633-- - ----o-:oaa - -----52.6-----------w.-2--

09124115 
15:19 - - ----13.2 ___ ---- _633 _ ____ 0.089 _ _ ___ --- 53-:4------186.9 -

C9/24/15 15:20 13.2 633 0.089 53.5 188.3 

09124/1 5 15:21 13.1 634 0.090 53.8 186.9 

09/24115 15:22 13.1 634 0.091 54.4 186.7 

09/24115 15:23 13.1 633 0.090 53.8 187.1 

09124115 15:24 13.1 631 0.090 53.9 ~86.6 

09/24115 15:25 13.0 629 0.097 57.3 184.5 

09/24/15 15:26 12.9 631 0.099 58.0 183.5 

09/24/15 15:27 13.1 632 0.089 53.3 184.9 

09/24/15 15:28 13.1 633 0.089 53.3 185.6 

13.1 633 0.091 54.2 186.7 =o9~n~4~/1~5---.~.s~:29~----~~-------~;-------~~~-----~~-------~~;---

o9/24/15 15:30 

Average 
Minimum 
Maximum 

Summation 

!ncluded Data Pointa 
Total number at Data 

Points 

F = Unit Offline 

I= Invalid 

13.1 

13.1 
12.9 
13.2 

274.8 

21 
21 

E = Exceedance 

M = Maintenance 

Report Generated: 09/24/15 16:04 

633 0.089 53.2 185,4 

632 0.090 53.8 186.2 
629 0.088 52.2 183.5 
634 0.099 58.0 188.3 

13,274 1.896 1,130.5 3,909.2 

21 21 21 21 
21 21 21 21 

C =Calibration S = Substituted U - Startup 

T = Out Of Control * = Suspect D -Shutdown 

Report Version 3.1.1130 LABADI EP2\reportuser 

-
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Source 

Parameter 
)Unit( 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 15:45 Through 09/24/2015 16:05 
Time Online Criteria: 1 minute(s) 

LABU01 

C02 I 
(PERCENT) 

MWLOAD1 
(MW) I 

NOX#/MM I 
(LBIMMBTU) 

NOXPPM 
(PPM) I 

S02PPM 
(PPM) 

09/24115 15:45 13.1 629 0.089 52.9 185.0 
09-,2-41-15-- -15-:4_6 ________ 1_3-.1 -----------=6""'3o=----- ----o.oa9 _____ - -5~------185:6---
09t241"1-=5--_____,15o-:47- -- - ---13.,-------- _63_o_ ---------

0.089 53.0 185.9 

53.5 186.4 
091241~5---,-5:49- ----13.1 628 0.090 53.7 186.8 
o9t24tt5-----=i5:5o- ---- -fa.o ____ ------ 629_--- - --o:092- -----------

54.7 183.7 
o9t24i15- -15:-51-------1-3.-o---- --s3o ---- ~o~.o~9o~-- -- ---53.-3 --- --~,~84~.~6--

o9124t15 ____ 15:s2 _____ -13":·1------- -630- --~0.~0:;;:::90~--- ----53.6 185.2 

o9!24~- 15:53 ______ 13.1 --- 63o 0.091 54.1 
·--- -15:54 ---- 13.-1 ---------630-09/24/15 

·----------- ---
0.090 53.9 

09/24/15 15:55 

09/24115 15:56 

09/24115 15:57 

09/24115 15:56 

09/24115 15:59 

09/24/15 16:00 

09124/15 16:01 

09/24/15 16:02 

09/24/15 16:03 

09/24/15 16:04 

D~Y2~li8 'i ~:!!S 

Average 
Minimum 
Maximum 

Summation 

Included Data Points 
Total number of Data 

Points 

F = Unit Offline 

I= Invalid 

~3.1 

13.1 

13.2 

13.2 

13.1 

13.1 

13.1 

13.0 

13.1 

13.~ 

1:'1.< 

13.1 
13.0 
13.2 

275.0 

21 
21 

E = Exceedance 

M = Maintenance 

Report Generated: 09/24/15 16:15 

629 0.090 53.4 

629 0.090 53.5 

630 0.090 54.0 

630 0.089 53.5 

630 0.089 52.9 

631 0.089 53.3 

632 0.090 53.5 

632 0.090 53.0 

632 0.089 53.3 

631 0.089 53.2 

G.d;t ttf~M 52.7 

630 0.090 53.4 
628 0.088 52.7 
632 0.092 54.7 

13,233 1.883 1,122.1 

21 21 21 
21 21 21 

C = Calibration S = Substituted 

T = Out Of Control * = Suspect 

Report Version 3.1.1130 LA BAD I EP2\reportuser 

185.7 
------

186.1 

184.3 

185.6 

187.2 

188.0 

191.8 

192.2 

192.6 

192.5 

191.9 

191.2 

1\\'a.Ci 

187.8 
183.7 
192.6 

3,944.3 

21 
21 

U- Startup 

D- Shutdown 

U\ 

1 of 1 



Source 

Parameter C02 
)Unit( (PERCENT) 

09/24115 16:20 13.2 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 16:20 Through 09/24/2015 16:40 
Time Online Criteria: 1 minute{s) 

LABU01 

I 
MWLOAD1 

I 
NOX#/MM 

I 
NOXPPM 

I (MW) (LBJMMBTU) (PPM) 

630 0.090 54.1 

S02PPM 
(PPM) 

188.2 
------· ---

.09/24115· 16:21 13.2 
- 63o _ ______ o:089 . -----53.4 ---- -----188.1 --

--------------- -------------~=. 
09/24115 16:22 13.2 630 0.089 

---- ------------;c=-:;,---
53.4 188.7 

------ -------- ---- ------------- ------ . --- ----;:~ -- ----
09/24115 16:23 13.1 630 0.088 52.7 187.9 

09/24115 16:24 13.2 630 0.089 53.4 187.7 
----------------------------
09124115 16:25 13.2 631 0.090 53.9 188.7 
os/24115--16:26 _____ -13.2 ---631 --- -o-:o9o-----54.-2 -------188.8--
----- -- -------------------- -----------------------
09124/15 16:27 13.2 631 0.089 53.4 188.4 
----- ---o=::--- -----:=-=---------=-=: 
09124/15 16:28 13.2 631 -----0.089- 53.5 188.9 
- ---------------------------- ---- ------------ ----- - --
09124/15 16:29 

09124/15 16:30 

09124/15 16:31 

09124/15 16:32 

09124/15 16:33 

09/24/15 16:34 

09/24115 16:35 

09124115 16:36 

09124115 16:37 

09124115 16:38 

09124!15 16:39 

09/24!15 16:40 

Average 
Minimum 
Maximum 

Summation 

Included Data Points 
Total number of Data 

Points 

F = Unit Offline 

I= Invalid 

13.2 

13.2 

13.2 

13.1 

13.1 

12.9 

13.0 

13.1 

13.1 

13.1 

13.1 

13.0 

13.1 
12.9 
13.2 

275.8 

21 
21 

E = Exceedance 

M =Maintenance 

Report Generated: 09124/15 16:45 

631 0.090 53.8 

631 0.090 53.9 

631 0.090 53.8 

630 0.090 53.4 

626 0.090 53.6 

629 0.092 53.9 

630 0.091 53.7 

631 0,090 53.6 

631 0.091 54.1 

631 0.088 52.6 

631 0.089 53.0 

630 0.089 52.7 

630 0.090 53.5 
628 0.088 52.6 
631 0.092 54.2 

13,238 1.883 1,124.3 

21 21 21 
21 21 21 

C = Calibration S = Substituted 
T = Out Of Control * = Suspect 

Report Version 3.1.1130 LA BAD I EP2\reportuser 

188.3 

187.0 

187.5 

186.2 

186.4 

185.0 

184.4 

186.1 

186.2 

189.3 

188.5 

187.8 

167.5 
164.4 
189.3 

3,938.1 

21 
21 

U- Startup 
D- Shutdown 

-01 

1 of 1 



Source 

Parameter 
)Unit( 

C02 
(PERCENT) 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 16:55 Through 09/24/2015 17:15 
Time Online Criteria: 1 minute(s) 

MWLOAD1 
(MW) 

LABU01 

NOX#IMM 
(LBJMMBTU) 

NOXPPM 
(PPM) 

S02PPM 
(PPM) 

09/24/15 16:55 13.1 630 0.090 53.6 184.8 
09/24/15 ____ 16:56-- --~--- -----629- - --- -- 0.089 _____ --s3:3 _______ 185.3 -· 

09/24/15 16:57 - --13.'1 _____ ----sn ---- ---0:09-0-----~--- 185.5 

ii9i24i15- -~6:sa·------ 12.9-- -- - -----629-------o.o93-- ----54.4 ___ - ----184.7 __ _ 
------------------

09/24/15 16:59 13.1 631 0.090 53.7 185.0 
o=-=9t2"'4:-::/1:-::5---::~:::-7:o_o ____ - 13.1------- -632- - -----0:096 ___ --- -----sJ.a - -----1~-
09/24115-- ~f------fJ~-·-------632 ___ - --o.c9o 53.6 --~ --185.7--

09/24115- · -~7:02 ___ ------ ii-1 ---- · --63_2 __ -- --o.o89 -- ---53.3----- -------:r85l ___ · 

o9J24!15-- -17:o3 --,-3.f 632--- --o~- - ----53.6 ----- -1Bs.;r--
09/24/15 17:04 

09/24/15 17:05 

09/24/15 17:06 

09/24/15 17:07 

09124/15 H:08 

09124/15 17:09 

09124/15 17:10 

09124/15 17:11 

09/24/15 17:12 

09124/15 17:13 

09/24/15 17:14 

Average 
Minimum 
Maximum 

Summation 
lr.cluded Date Points 

Total number of Data 
Points 

F = Unit Offline 

I= Invalid 

13.1 

13.1 

13.1 

13.1 

13.2 

13.1 

13.0 

13.1 

13.1 

13.2 

13.1 

•\3).1 

13.1 
12.9 
13.2 

275.0 

21 
21 

E = Exceedance 

M = Maintenance 

Report Generated: 09/24/15 17: 19 

631 
----- ---- - - ----185:1---0.089 52.9 

631 0.090 53.7 185.0 

631 0.090 53.8 184.8 

631 0.089 53.1 185.8 

630 0.091 54.5 185.6 

629 0.090 53.5 185.8 

630 0.093 54.9 184.7 

631 0.089 53.3 185.2 

632 0.090 53.5 186.0 

632 0.089 53.3 187.6 

632 0.090 53.6 184.6 
If_{:)~~ ~i.0$0 5·~.7 'it~·.n 

631 0.090 53.7 185.4 
627 0.089 52.9 184.6 
633 0.093 54.9 187.6 

13,247 1.891 1,126.8 3,894.0 

21 21 21 21 
21 21 21 21 

C = Calibration S =Substituted U- Startup 

T = Out Of Control * = Suspect D -Shutdown 

Report Version 3.1.1130 lABAD IEP2\reportuser 1 of 1 



Source 

Parameter 
)Unit( 

C02 
(PERCENn 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 17:30 Through 09/24/2015 17:50 
Time Online Criteria: 1 minute(s) 

MIIVLOAD1 
(MW) I 

LABU01 

NOX#IMM I 
(LBIJI.fv'IBTU) 

NOXPPM 
(PPM) ! 

S02PPM 
(PPM) 

09/24/15 17:30 13.1 631 0.090 53.7 185.3 
09/24115--17:31 -----13T----~- -631 ____ --o.o9o ·----- -53~5- -~ --185.2 __ _ 

o9/24/1s -~r- 13.1 ---63o o.o88 52.6 ____ ---1s4:s--
os/24/1s- -f7:3a·-- ----13T --- --628------ ·a.oae·----~ -s~------18'1.9 --~-

------o9/24/1s 17:34 12.9 628 o.o96 -ssT---·---1~-
o9/24/1·s--17:3_s_- ---13:0-----~629-------- o:09~--- ·- -~-s3~i---------u!i1-- - · 

13.1 630 0.089 53.1 184.9 
-~------ --- - - -- ----------- ·- --- -- ---- ----

09/24/15 17:37 13.1 630 0.091 54.0 
-- -------- _63_1 ______ 0Ji90 53:4-09/24/15 17:38 13.1 
--- ---·--------

09/24/15 17:39 

09/24/15 17:40 

09/24/15 17:41 

09/24/15 17:42 

09/24/15 17:43 

09/24115 17:44 

09/24115 17:45 

09/24115 17:46 

09/24115 17:47 

09124115 17:48 

09124115 17:49 

csta~ti~ r::ro 

Average 
Minimum 
Maximum 

Summation 

Included Data Points 
Total number of Data 

Points 

F = Unit Offline 

I= Invalid 

13.1 

13.1 

13.1 

13.1 

13.1 

13.1 

13.0 

13.0 

13.0 

13.1 

13.1 

13·.1 

13.1 
12.9 
13.1 

274.5 

21 
21 

E = Exceedance 

M =Maintenance 

Report Generated: 09124/15 18:05 

--------~ 

632 0.089 53.1 

632 0.090 53.7 

632 0.090 53.7 

632 0.088 52.6 

631 0.090 53.6 

629 0.090 53.5 

629 0.091 53.7 

629 0.093 54.9 

630 0.089 52.6 

631 0.089 53.2 

632 0.089 53.3 

ro1 t,L~3~ Z·2.ti-

630 0.090 53.5 
628 0.088 52.6 
632 0.096 56.3 

13,238 1.891 1,124.1 

21 21 21 
21 21 21 

C = Calibration S = Substituted 

T = Out Of Control * = Suspect 

Report Version 3.1.1130 LABAD I EP2\reportuser 

185.4 
----· 

186.6 
----

186.1 

185.9 

185.0 

185.3 

185.1 

184.7 

184.1 

182.3 

184.6 

185.5 

185.4 

ig~ .. ~ 

184.8 
182.1 
186.6 

3,880.2 

21 
21 

U - Startup 

D- Shutdown 

1 of 1 



Source 

Parameter C02 
)Unit( (PERCENT) 

09/24/15 1 8:05 13.0 

li9124ii5 18:06 13.0 

09/24/15 18:07 13.0 

09/24/15" . 1"8":08 13.1 

09!24115 18:09 13.0 

09/24/15 18:"1"0 12.9 
09/24/15 1"8:11 t3:o 

09124/15 18:12 13.0 

09124/15 18:13 13.1 

09i24115 18:14 13.1 

69t.24ifs -18:15 13.0 

09i':24i15 18:f6 ---1:3:1 
09124/15 18:17 13.0 

09124/1 5 18:18 13.0 

09/24/ 15 18:19 13.1 

09!'24115 18:20 13:o 

b9i24!15 .- .. ~· 
18:2"1 13.1 ' 

09/24115 18:22 13.0 

09124115 " 18:23 i:i.1 

09/24/1 5 18:24 13.1 

09124/15 
... 

1"8:25 13.0 

Average 13.0 
Minimum 12.9 

Maximum 13.1 
Summation 273.7 

lnc4uded Data Points 21 
Total number of Data 21 

Points 

F = ~nit Offlina 

Report Generated: 09/24/1 5 18:58 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 18:05 Through 09/24/2015 18:25 
Time Online Criteria: 1 minute(s) 

I 
MWLOAD1 

I (MW) 

630 

6:i1 
... 

631 

62's 
628 " 

LABU01 

NOX#IMM I 
(LB/MMBTU) 

0.090 

0.090 

0.090 

0.090 

NOXPPM 1 SOZPPM 
(PPM) I (PPM) 

53.1 183.4 

53 .2 . 1B3.b 
53.0 183.6 

...... 5:i.if . ..... ·ni:i.t 
. "53:7 ... 182:3 

·-·· ~·· ·~· ~· ·-· .... ~. '"' 629"" ' 
· · · ·· a:os1 
··- ·o:o92 . ·· -···· --- - "54:3" - ---- . ...... . ' 181".9 . 

li:iO 
630 

631 
.. 631" 

63ii 
···- ·····-····- - ··- --- ·6:io 

631 

630 

630 

630 
·s3o ·····-··-· 
6 31 

· 63o 

630 
. 630 

630 
628 
831 

13,232 

21 
21 

o:oso 
0.090 

0.090 

o:cl!ir · · 
6.090 
a·.ooo· ---
0.090 

0.091 

6.090 
0.091 

·- - -a:oas 
0.089 

· ·a.oso 
0.090 

0.090 

0.090 
0.089 
0.092 
1.894 

21 
21 

Report V ersion 3. 1 .1130 

.. 53.1 

53.2 

53.5 

54.0 

53.1 
-- .... ·s3.C --- -

53.2" 

54.0 
.. . "53.7 

53.8 

· s:iT 
52.9 

53.4 

53.4 

53.4 

53.4 
52.9 
54.3 

1,122.1 

21 
21 

LABADIEP2\reportuser 

182.7 

162.7 

165.0 

"i6·HI -· 
183.9 _____ -

i84.3 

183.7 

162.7 

164".6 
_., -· 

183.4 

1a4:a ---- -

184.3 
. '183.0 

183.8 

183.4" 

183.6 
181.9 
185.0 

3,655.3 

21 
21 

U · S~artup 

D- Shutdown 

1 of 1 



Source 

Parameter 

09124115 

09124115 

09124/15 

09124115 
... 

09124/15 

09/24/ 15 

09/24115 

09124/15 

09/24/15 

09i24i1 5 

09124/15 

09i24/15 

09/24/1 5 

09/24/15 

09124115 

09124i15 

09/24115 

09/24115 

09/24/15 

09/24/15 

09/24/15 

)Unit( 

18:40 

18:41 

18:42 

18:43 

18:44 
1a:4s-·· · 

18,46 

18:47 

18:48 

18:49 

18:56 

18:51 

18:52 

18:53 
18:54 .. 

18:55 
· ·;8:56 

18:57 
. . 

18:58 

18:59 
. Hi:bb . . 

Average 

Minimum 
Maximum 

Summation 

lnduded Data Points 
Total number of Data 

Points 

C02 
(PERCENT) 

13.0 

'' 13.0 

12.9 
.13.0 

... "13.0 

13.0 

13.0 

13.0 

13.0 

"13.1 
.... 13.0 

'13:1 
13.1 

13.1 

12:9 
13.0 

... ""13.ci 

13.0 

13.0 

13.0 

13.0 

13.0 
12.9 
13.1 

273.2 

21 
21 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 18:40 Through 09/24/2015 19:00 
Time Online Criteria: 1 minute(s) 

LABU01 

I 
MWLOAD1 

I 
NOX#IMM 

I 
NOXPPM 

I (MW) (LB/MMBTU) (PPM) 

631 0.089 52.8 

631 O.ti89 52.9 

632 0.091 53.7 

633 0.000 53.5 
, .......... .. 

633 ' 6.o9f". 54:5 
''634". ··a:ooo 53~5 . 
634" 0.090 .. 53.5 
634 0.090 53.1 

634 0.089 52.8 
..... 

633 o:osf 54.4 
633 0.691 53.8 
633 o:·aaii ···· ·· 5:2:9" 

633 0.091 54.0 

630 0.091 54.0 
"' ~ "630 6.692 54.6 

"630 a·. we 53:9 ·. 

631 " ··- · o:o91 · ·--· ·------- · 53:9 
632 0.000 53.1 

632 o".il!i6 53.3 
633 0.090 53.4 

...... "634 il.69f 53 .8 

632 0 .090 53.6 

630 0.089 52.8 

634 0.092 54.5 

13.280 1.898 1,124.8 

21 21 21 
21 21 21 

S02PPM 
(PPM) 

187.0 

189.0 

188.5 
.. .. 

188.7 

191.4 
-----188~9 

181.1 

187.8 

186.9 

"185.8 

185:3 

185.6 

185:6 
185.0 

... 
183.0 

183-:tf 
. "184.2 ' 

184.5 

'1'84.8 

183.7 
.. . 

184.0 

1862 
183.0 
191.4 

3,910.6 

21 
21 

:= = U;,it Offline E = l:::;c~2dance '- ,., uh • tutod U - Startup 

D- Shutdown 

ReportGenerated: 09/24/15 19:12 Report Version 3. 1.1130 LABADIEP2\reportuser 
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Source 

Parameter 

09124/15 

09i24i15 

09/24/15 

09/24/15 

09/24/15 

09/i4/15 

09/24/15 

09/24/15 

09/24/15 

09/24/15 

09124115 

09i24ii5 

09/24/15 

09/24/15 

09124115 

09i24/15 

09/24i15 

09/24115 

09/24/15 

09/24/15 

09/24/1 5 

)Unit( 

19:15 

19:16 

19:17 

19:18 

19:19 

1!J:20 
19:21 

19:22 

19:23 

19:24 

19:25 
.. 19:26 

19:27 

19:28 

19:29 
19:3o 

19:31 

19:32 

19:33 

19:34 

19:35 

Average 
Mirimum 
Maximum 

Summation 

lnduded Data Points 
Total number of Data 

Points 

F = Unit Offline 

C02 
(PERCENT) 

13.1 
.... 

1ft 
13.1 

. . 
12.8 

- ,2,8 

'13~1f 

13.0 

13.0 

13.0 

13.0 

I J. tl 

I ~ 1 
t3.a 

13.0 

130 

13.0 
-- " f2.9 

13.0 

13.0 

13.0 

t:i.o 

13.0 
12.8 
13.1 

272.9 

21 
21 

Report Generated: 09/24/15 19:43 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 19:1 5 Through 09/24/2015 19:35 
Time Online Criteria: 1 minute(s) 

LABU01 

I 
MWLOAD1 

I 
NOX#/MM 

I 
NOXPPM 

I (MW) (LB/MMBTU) (PPM) 

631 0.090 53.6 

629 . ·o.ooo .. 53.5 

627 0 .090 53.6 
..... ... .............. 

627 ·o :oa9 57 .8 
. .. 

627 o.oiJ1 56.8 
-~---··· - · ---- si8 . .. ---- -----· ---- o.oaii -- ·--- ····52.7 .. -

629 0 .088 
.. 

52.2 

630 0.089 52.9 

631 0.089 52.8 

631 ti.oliil 52 .3 

Ill\ tl 119U !oJ 1 

632 o."o8s .. 52:6 '' 

633 0.090 53.2 
633 0.090 53.1 

630 0 .091 53.6 

628 -- 0.090 ·53.5 

--Ei28 
... · -- ·o.090 .... - - 53.1 '" ... 

626 0.088 52.3 

e29 o:o96 53:2 
630 0.089 52.8 

... 
630 

.. 
0.089 52.a ···· 

630 0.090 53.4 
627 0.088 52.2 

633 0 .099 57.8 
13,222 1.894 1,121.5 

21 21 21 
21 21 21 

S02PPM 
(PPM) 

183.2 

183.9 

184.0 

181.3 
.100.9 

- ------- "184:3 

fss:o 
189.7 

190.0 

·;9o.:c 
... 188.6 
.. '189.1 

188.6 

187.4 

184.5 

164:4 -

. --, 8-2.'6 

183:9 

183.6 

184.7 

186.1 

185.7 
180.9 
1902 

3,900.0 

21 
21 

U - Startup 

D ·Shutdown 

Report Version 3.1 .1130 LA BAD I EP2\ reportuser 

tO 

1 of 1 



Source 

Parameter 
)Unit( 

09/2.4/15 

09124115 

09124/15 

09124115 

09124/15 
.... 

09124115 

09/24115 

09/24/15 

09124/15 

09124i15 

09/24/15 

09/24/15 
... 

09/24/15 

09/24/15 

09/24/ 15 

09124/15 

18:19 

18:20 

18:21 

18:22 

18:23 

18:24 
18:25 

18:26 

18:27 

18:28 

18:29 

Hi:3d 

18:31 

18:32 

18:33 

18:34 

Average 
Minimum 
Maximum 

Summation 

Included Data Points 
Total number of Data 

Points 

C02 
(PERCENT) 

13.1 

13.0 

13.1 

1a:o 

i:i.f 

13.f 

13.0 

13.1 

13.0 

13.0 
f3.o·· 

....... f3.1l". 

12.9 

12.7 

.12.8 

13.0 

13.0 
12.7 
13.1 

207.9 

16 
16 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 18:19 Through 09/24/201518:34 
Time Online Criteria: 1 minute(s) 

LABU01 

I 
FLWSCFH I MWLOAD1 

I 
STKTMP 

I (SCFH) (MW) (DEGF) 

81 ,969,475.8 630 341.4 

82.o:ia.s76.5 630 . 341.7 

81.819,688.5 630 341.9 

!!1,566;568.6 631 342:o 
... 

.. 
a1 :<ia6.34e: 1 . 630 . 3418 

··· ·· ·· ai;<io3,622:4 . 630 
....... 

34f.i"" 

81,388,768.6 630 341.8 

81,630,096.2 631 342.2. 

81,846,945.7 631 342.5 

81 ,946~9:24.3 6:if 342.4 

.. 8:2,116,048.8 631 342.4 ... 
... . ...... 

·a2:is6.2oi2 .. '6:29 . ' 342.7 
82.,253,915.2. 62.5 343.3 

82,666,939.7 627 345.0 

81; 784,il71.3 629 3"46.0 

80,701,266.1 6:i1 344.9 

81,798,660.1 630 342.7 
80,701.266.1 625 341.4 
82,666,939.7 631 346.0 

1 ,308, 778,562.4 10,076 5,483.7 

16 16 16 
16 16 16 

F = U:1it Cfflin~ E = E~:c·:;;edance ~- ~ ; . t lut 

Report Generated: 09/24/15 18:51 Report Version 3.1.1130 LABAD IEP2\reportuser 

VELOCITY 
(FEET/SEC) 

124.0 

124.2 

123.9 

123.5 

"123.4 

""1232 
123.2 

123.6 

124.0 

124.2 
... 

124:5 
{;2.{6"" 

124.9 

125.7 

124.6 

122.8 

12.4.0 
12.2.8 
125.7 

1,984.3 

16 
16 

U- Startup 

0- Shutdown 

\ .. .-llt"} I ~ j J ·"·y ·, 

t of 1 



Source 

Parameter C02 
)Unit( (PERCENT) 

09/24/15 18:37 13.0 
.. 

13.0 OQ/24/15 111:38 

09/24/15 18:39 13.0 

09i24i15 . 18:40 13:o 

09/24/15 16:4'( ' 1:3:0 

Average 13.0 
Minimum 13.0 
Maximum 13.0 

Summation 65.0 

Included Data Points 5 
Total number of Data 5 

Points 

F"' Uni' Offline 

Report G enerated: 09/24/15 19:24 

Average Data 
Plant: LABADIE 
Interval: 1 Minute 

Type: Roll 

Report Period: 09/24/201518:37 Through 09/24/2015 18:41 
Time Online Criteria: 1 minute(s) 

LABU01 

I 
FLWSCFH 

I 
MWLOAD1 I STKTMP 

(SCFH) (MW) (DEGF) 

82,366,562.9 632 343.4 

112,328,922.i . 632 343.0 

82,064,330.9 6:S1 ~4~.~ 

81,873,132.5 . 631 34i4 

81,990,897.3 631 342.7 

82,124,769.2 631 342.8 
81 ,873, 132.5 631 342.4 
82,366,562.9 632 343.4 

410,623,845.8 3,157 1,714.0 

5 5 5 
5 5 5 

! 

Report Version 3.1.1130 LABADIEP2\reportuser 

VELOCilY 
(FEET/SEC) 

125.1 

{24.9 

124.4 

124.1 

'''124.3 

124.6 
124.1 
125.1 
622.8 

5 
5 

U - Stari:up 

0 · Shutdown 

1 of 1 



Source 

Parameter 
)Unit( 

09124115 

09124115 

09/24/15 

09124115 

09124115 

16:42 

16:43 

16:44 

Hi:45 
18:46 . 

Average 
Minimum 

Maximum 

Summation 

Included Data Points 
Total number of Data 

Points 

F = Uni! Offline 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/201518:42 Through 09/24/201518:46 
Time Online Criteria: 1 minute(s) 

C02 

I 
FLWSCFH 

(PERCENT) (SCFH) 

12.9 82,465,131.3 

13.b . 62,756)88:5 
13.0 82,569,429.6 

13.0 82;191, 187::f 

13.0 82,017,029.8 

13.0 82,399,913.3 
12.9 82,017,029.6 
13.0 82,756,786.5 
64.9 411,999,566.5 

5 5 
5 5 

E = E}:ce.;:clc:~c~& 
r-~ ·~ !-.~ ;:;,ir·tt:~lU'lC3 

I 

LABU01 

MWLDAD1 

I 
STKTMP 

I (MW) (DEGF) 

632 343.1 
···- ········· .. 633 '''343.4 ' 

633 343.5 

834 ''343.5 

634 343.4 

633 343.4 
632 343.1 
634 343.5 

3,166 1,716.9 

5 5 
5 5 

Report Generated: 09/24/15 19:26 Report Version 3.1 .1130 LABADIEP2\reportuser 

VELOCITY 
(FEET/SEC) 

125.1 
.... 125.6 

125.4 

124-:ii 
124:5 

125.1 
124.5 
125.6 
625.4 

5 
5 

U- Startup 
D- Shutdown 

1 of 1 



Source 

Parame!ar 
)Unit( 

09/24115 

09/24115 

09/24/15 

09/24/15 

09/24/15 

18:47 

18:48 

18:49 

1a:so 
18:51 

Average 
Minimum 
Max.imum 

Summation 

Included Data Points 
Total number of Data 

Points 

F = unit Offlina 

C02 
(PERCENT) 

13.0 

13.0 

13.1 

13.0 

13.1 

13.0 
13.0 
13.1 
65 .2 

5 
5 

Report Generated: 09/24/15 19:27 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 18:47 Through 09/24/2015 18:51 
Time Online Criteria: 1 minute(s) 

LABU01 

I 
FLWSCFH 

I 
MWLOAD1 

I 
STKTMP 

(SCFH) (MW) (DEGF) 

82,050,277.5 634 343.5 

a2:oo1 .aao.s · ·· 634 343.3 

81 ,845,042.9 633 342.8 
..... 

a1 ,6oo,328.o · . 633 :i42..i 

. 81 ,523:299.5 . 
.. 

633 341.7 

81,803,995.7 633 342.7 
a 1,523,299.5 633 341.7 
82,050,277.5 634 343.5 

409,019,978.4 3,167 1,713.4 

5 5 5 
5 5 5 

I 

Report Version 3.1.1130 LABADIEP2\reportuser 

VELOCITY 
(FEET/SEC) 

124.5 
. '124:4 

124.1 

i23:7 

123.4 

124.0 
123.4 
124.5 
620.1 

5 
5 

U - Startup 

D ·Shutdown 

1 of 1 



Source 

Parameter 
)Unit( 

09/24/15 

09/24115 

09/24115 

09124115 

09124115 

18:52 

18:53 

18:54 

18:55 

18:56 

Average 
Minimum 

Maximum 
Summation 

Included Data Points 
Total number or Data 

Points 

C02 
(PERCENT) 

13.1 
... 13.1 

12.9 

13.0 

13.0 

13.0 
12.9 
13.1 
65.1 

5 
5 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 18:52 Through 09/24/2015 18:56 
Time Online Criteria: 1 minute(s) 

LABU01 

\ 

FLWSCFH 

! 
MWLOAD1 

I 
STKTMP 

! (SGFH) (MW) (DEGF) 

81 ,580,716.8 633 341.4 
... 

61 , 714;631 :a · 630 341 .3 

82,029,613.3 630 341.9 

82,246:567.2 s 3o 343.0 

8{697,546.1 . .. 631 343.1 

a 1 ,893,815.4 631 342.1 
81,580,716.8 630 341.3 
82,246,567.2 633 343.1 

409,469,077.2 3,154 1,710.7 

5 5 5 
5 5 5 

F = Unit Offline E = :::;~csec!anco 

Report Generated: 09/24/15 19:32 Report Version 3 .1. 1130 LA BAD I EP2\reportuser 

VELOCITY 
(FEET/SEC) 

123.4 

123.6 

124.2 
'124.7. 

124.3 

124.0 
123.4 
124.7 
620.2 

5 
5 

U - Stariup 

D- Shutdown 

5 

1 of 1 



Source 

Parameter 
)Unit( 

09/24/15 

09/24115 

09/24/15 

09/24115 

o9i24115 

16:57 

18:58 

18:59 

19:00 

19:01 

Average 
Minimum 
Maximum 

Summation 

Included Data Points 
Total number of Data 

Points 

C02 
(PERCENT) 

13.0 

Tl.o 
13.0 

13.0 
.. 13.1 

13.0 
13.0 
13.1 
65.1 

5 
5 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 18:57 Through 09/24/2015 19:01 
Time Online Criteria: 1 minute(s) 

LABU01 

I 
FLWSCFH 

I 
MWLOAD1 

I 
STKTMP 

(SCFH) (MW) (DEGF) 

81 ,640,794.0 632 342.0 

61,945,932.3 s:ii 34tX 
82,199,189.3 633 341.0 

82.,125,709.5 634 34b.7 . 

8:2,107,303.9 634 340.5 

82.,003,785.8 633 341.1 
81 ,640,794.0 632 340.5 
82.,199,189.3 634 342.0 

410,018,929.0 3,165 1,705.6 

5 5 5 
5 5 5 

I 

F = Unit Ofiline E = E;~cee~ancc 

Report Generated: 09/24/15 19:34 Report Version 3.1 .1130 LABADIEP2\reportuser 

VELOCITY 
(FEET/SEC) 

123.7 

124.1 

124.4 

124.2 
.... '124.1 

124.1 
123.7 
124.4 
620.5 

5 
5 

U - Startup 

D- Shutdown 

1 of 1 



Source 

Parameter 
)Unit( 

09/24/15 19:02 

09/24i1 5 . 19:o'3 
09/24/15 19:04 

09/24/15 . 19:05 

09/24ii5. · 19:06 

Average 
Minimum 

Maximum 
Summation 

Included Data Pools 
Tolal ntJmber of Da!a 

Points 

C02 
(PERCENT) 

13.0 
···· · .13.1 

13.1 

' 13.6' 

12.8 

13.0 
12.8 
13.1 
65.0 

5 
5 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 19:02 Through 09/24/2015 19:06 
Time Online Criteria: 1 minute(s) 

LABU01 

I FLWSCFH 

I 
MWLOAD1 

I (SCFH) (MW) 
STKTMP 

I (DEGF) 

82,062,675.7 634 340.4 

· · 81,a21.iaa:4 . 633 340.3 

81,659,637.8 632 339.9 

·· · 81.716 .780:o ·· a·3o ....... '339.8 

ei :862,878.1 .. 630 340.5 

81,823,534.4 632 3402 
81 ,659,637.8 630 339.8 
82,062,675.7 634 340.5 

409,117,672.0 3,159 1,700.9 

5 5 5 
5 5 5 

:= = Unit Offline E = E"c~ .::C:ar.c~ 

Report Generated : 09/24/1 5 19:36 Re port Version 3 .1. 1130 LABADIEP2\reportuser 

VELOCITY 
(FEET/SEC) 

124.1 
123.7 '•' 

123.4 

123.3 

123.6 

123.6 
123.3 
124.1 
618.1 

5 
5 

U- Startup 

D - Shutdown 

1 of 1 



Source 

Parameter 
)Unit( 

09124/15 

09/24/15 

09124115 

09/24/15 

09/24/15 

19:07 

19:08 

19:09 

"19:10 

19:11 

Average 
Minimum 
Maximum 

Summation 

Included Data Points 
Total number of Data 

Points 

F = J:li~ Offlina 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 19:07 Through 09/24/2015 19:1 1 
Time Online Criteria: 1 minute(s) 

C02 I 
(PERCENT) 

13.0 

13.1 

13.0 

13.0 

13.0 

13.0 
13.0 
13.1 
65.1 

5 
5 

FLWSCFH 
(SCFH) 

81,865,285.2 

81.70a:s16.7 

81 ,547,925.6 

81 ,479:D"12.6 
81 ;625."968.4 ... 

81,645,341 .7 
81,479,012.6 
81,665,285.2 

408,226,708.5 

5 
5 

E = f.:J:ceeC:ar.c~ 

I 

LABU01 

MWLOAD1 
(MW) 

631 
.. 632 

632 

632 
632 

632 
631 
632 

3,159 

5 
5 

I 
STKTMP 
(DEGF) 

341.3 
346) 
339.6 

339.1 

338.7 

339.9 
338.7 
341.3 

1,699.4 

5 
5 

I 

Report Generated: 09/24/15 19:37 Report Version 3.1.11 30 LABADIEP2\reportuser 

VELOCITY 
(FEET/SEC) 

123.8 

"f23.6 

123.2 

122.9 

123:1 

123.3 
122.9 
123.8 
616.6 

5 
5 

U - Startup 
D ·Shutdown 

1 of 1 



Source 

Parameter 
)Unit( 

09/24115 
... 

09/24115 

09124115 

09/24115 

09/24/15 

19:12 

1!H3 

19:14 

19:15 

19:16 

Average 
Minimum 
Maximum 

Summation 

Included Data Points 
Total number of Data 

Points 

C02 
(PERCENT) 

13.1 

13:1 

13.0 

13.1 

13.1 

13.1 
13.0 
13.1 
65.4 

5 
5 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/201519:12 Through 09/24/2015 19:16 
Time Online Criteria: 1 minute(s) 

LABU01 

I 
FLWSCFH 

I 
MWLOAD1 

I 
STKTMP 

I (SCFH) (MW) (DEGF) 

81,780,971.8 632 338.5 

81,iio:148.4 632 338.3 

81,715,692.7 631 338.3 

81,546,118.4 631 336:5 

81,209,188.5 629 336.4 

81 ,604,424.0 631 336.4 
81,209,188.5 629 336.3 
81 '780,971.8 632 338.5 

408,022,119.8 3,155 1,692.0 

5 5 5 
5 5 5 

VELOCITY 
(FEET/SEC) 

123.3 

123.2 

123.1 

122.9 

122.3 

123.0 
122.3 
123.3 
614.8 

5 
5 

~ = \J;ti~ Offlina E = E;:c~ecia;1co "l "'' ;'; · J • I Jl U- Startup 

' ·•. ·· : D- Shutdown 

Report Generated: 09/24/15 19:49 Report Version 3.1 .1130 LA BAD I EP2\reportuser 1 of 1 
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Source 

Parameter 
)Unit( 

09/24/15 

09/24/15 

09/24/15 

d9i24/15 

09/24/15 

19:17 

19:iB 

19:19 

'19:20 

19:21 

Average 
Minimum 

Maximum 
Summation 

Included Data Points 
Total number of Data 

Points 

F = Unit Cffline 

C02 
(PERCENT) 

13.1 
12.8 . 

12.8 

13.0 
. 13:6 

12.9 
12.8 
13.1 
64.7 

5 
5 

Report Generated: 09/24/15 19:52 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/201519:17 Through 09/24/2015 19:21 
Time Online Criteria: 1 minute(s) 

LABU01 

I 
FLWSCFH 

I 
MWLOAD1 

I 
STKTMP 

(SCFH) (MW) (DEGF) 

81,312,058.9 627 338.4 

82;oza,561.s 627 339.1\"···. 
82,493,730.0 627 341.3 

82,285,782.7 628 341.8 
· · ·· 81.8.52,s1d.s 629 '340.7 

81,994,548.8 628 340.4 
81,312,058.9 627 338.4 
82,493,730.0 629 341.8 

409,972,7 44.0 3,138 1,701.8 

5 5 5 
5 5 5 

I 
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VELOCITY 
(FEET/SEC) 

122.4 

123.7 
124.8 

't24.7 
1'23.8 

123.9 
122.4 
124.8 
619.4 

5 
5 

U - Startup 

D - Shutdown 

/0 
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Source 

Parameter 
)Unit( 

09/24115 

09/24115 

09/24115 

09i24i15 

09124!15 

19:22 
19:2·3 

19:24 

19:25 

19:26 

Average 
Minim um 

Maximum 
Summation 

Included Data Poinls 
Total number of Data 

Points 

C02 
(PERCENT) 

13.0 
... 

1J:a · 

13.0 

13.0 

13.1 

13.0 
13.0 
13.1 
65.1 

5 
5 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/20 15 19:22 Through 09/24/2015 19:26 
Time Online Criteria: 1 minute(s) 

LABU01 

I 
FLWSCFH 

I 
MWLOAD1 I STKTMP 1 (SCFH) (MW) (DEGF) 

81,475,860.4 630 339.8 

8t,385;1ao:2 · ·· 631 339.6 

81,674,693.8 631 339.5 

81,831,737.2 631 339.4 
............• 

. 81 ;794,844.9. 632 339.3 
" ' .. -~" ~"'' ··~- ~ .. -.. 

81 ,632,463.3 631 339.5 
81,385,180.2 630 339.3 
81,831,737.2 632 339.8 

408,162,316.5 3,155 1,697.6 

5 5 5 
5 5 5 

... 

:= = :.Jnit Offline E = E:-:c:.:iedancl 
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VELOCITY 
(FEET/SEC) 

123.1 

122.8 

123.2 

123.5 

'123.4 

123.2 
122.8 
123.5 
616.0 

5 
5 

U- Startup 

D- Shutdown 

1( 
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Source 

Parameter 
)Unit{ 

09/24/15 

09/24/15 

09/24/1 5 

09/24/15 

09/24/15 

19:27 

19:28 

19:29 

19:30 

19:31 

Average 

Min mum 
Maximum 

Summation 
Included Data Points 

Total number of Data 
Points 

C02 
(PERCENT) 

13.0 

13~0 
13.0 

13.0 

f2.9 

13.0 
12.9 
13.0 
64.9 

5 
5 

Average Data 
Plant: LABADIE 

Interval: 1 Minute 
Type: Roll 

Report Period: 09/24/2015 19:27 Through 09/24/2015 19:31 
Time Online Criteria: 1 minute(s) 

L.ABU01 

I 
FLWSCFH 

I 
MWLOAD1 ! STKTMP 

(SCFH) (MW) i (DEGF) 

81,683,927.7 633 339.0 
81,591 ,43i;:(i 633 336.6 

81,591,643.6 630 338.2 

81,678,803.5 628 338.3 
81) 58,393:1 '' 628 339.1 

81 ,660,840.6 630 338.6 
81 ,591,435.0 628 338.2 
61 ,758,393.1 633 339.1 

408,304,202.9 3,152 1,693.2 

5 5 5 
5 5 5 

I 
VELOCITY 
(FEET/SEC) 

123.2 

123.0 

122.9 

123.0 

123:2 

123.1 
122.9 
123.2 
615.3 

5 
5 

f = Unit Offlina ~ :.: E:-:ceer.l .. nce U - Startup 
'.: · : .;: D - Shutdown 
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Accreditation 



STA<! 
ST.ACKTESTINGACCRfDITAllON COUNOL 500 W . Wood St. , Palatine, IL 60067, director@betterdata.org 

February 27,2012 

Mr. Tyson Stiles 
Grace Consulting, Inc. 
510 Dickson Street 
Wellington, Ohio 44090 

VIAE-mail 

Dear Mr. Stiles, 

On behalf of the STAC Board of Directors, I am pleased to inform you that Grace 

Consulting has been granted interim accreditation by the Stack Testing Accreditation 

Council (S T A C). After careful review of your Quality System documentation and 

procedures, STAC has determined that they are in conformance with ASTM 07036-04 

"Standard Practice for the Competency of Air Emission Testing Bodies". Final 

accreditation is contingent upon successful completion of your field audit. Please see 

Module 3 of STAC policy documentation for scheduling requirements. 

During this period of interim accreditation, Grace Consulting may not claim to be a 

STAC accredited organization although you may refer to your interim status. To achieve 

final accreditation requires evidence that your Quality System is effectively implemented 

in your organization as determined by the field assessment. You may claim that your 

Quality System meets ASTM D7036 requirements. 

Please note that the Attestation of Compliance you signed as part of your application for 

accreditation requires Grace Consulting to be in continuous compliance with the 

provisions of ASTM 07036. You are also required to comply with all relevant STAC 

policies and procedures. I encourage you to review this information. 

If you have any questions, please feel free to contact me at 84 7-654-4569. Thank you for 

your participation in the STAC process and congratulations. 

cott Evans 
Stack Testing Accreditation Council 

Dedicated to Continuous Improvement of Air Quality Measurement 
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Grace Consulting, Inc. 

Qualified Individual 

LET IT BE KNOWN TIIAT 
... 
~ .•· 
! : 

-~~· 
·: ~ .· .. .. 
., 
:;1 
. ~! 

._, 
Nathan Vineyard 

HAS SUCCESSFULLY PASSED A COMPREHENSIVE EXAMlNATION AND SATISFIED EXPERIENCE REQUIREMENTS ;,: 
IN ACCORDANCE wmi Tim GUIDELINES SET FORni IN ASTM D 7036 FOR QUALIFffiD INDMDUALS FOR {~ 

GROUP I- GAS FLOW, ISOKINETIC SAMPLING, AND PARTICULA'IE MAITER TESTING 

EXAM COMPLETED ON NOVEMBER 16,2012 AND EFFECTIVE UNl1L NOVEMBER 16,2017 

~--- A-r-~--~ :;MANAGeR SCOITTEAGUE,QSTII-IV,PRII5JDI!NT 

;~-:·:·_..., .. . - ~ .: ·.;..1· .. ...: ·; ."' ·::. :_. •.. ~ - ~:·- ··~.· ... ... . : .. :.··7-.:·. ·. 

~ -.. ~ 

--- &..-...--·-- - ---·-

' ·• .. .. _ 

,;t 

~--....:;,. 

l 

i. i 

.'I 
I 
l 

·• 



.• · -·-----~--

_ .. 

. ;!, ' '~ ':.? : ·~L _· ·,::h'i E~ti::+~ :J:L-__ ,_/ ~: 'iL:·<; ?-~~~~~'~' .'J:. :;:; >_ ' : . ::t1?'·E!"t :'' ;_ -.: . ' -. \'~'~' -~ .· ~ : • ~: t ;· ---
-.:. . .. 

: _: · . . l : · · ... j .· . ,I . :~:. : ( 

i'::: '?·::: ~ •: 
·· .: '·\.;· 
•,\' ,. -. 
' • -~ . 
···. 

·. -<~~:.:' 
. 'l.,. -~ ; 

t~<~i " ... ~;, . :.:·. 
; ..... 

. '·' 
_·, \ . 

. · ,, •• j ! 

·-.;~ ·:::<·- ~ 
1 .... . ..... ... 

', ·~ : 

/i ' :;;,:-_-j ,, 
. , .-

. ' 

(' 
I ~-. 

.~ 
,.·, 
t·.s 

\ . • 

'i: 
t. i .! .. 

, ;1 

, 
~ 

• ~ - : : '": ~ · : . : ~-... - . .. ·: : · ::•.' ·""! -· :. :.:- ~.:--•. --~ • . .::~~·. :·: · ' -~ .. : ...... '·d:·-:.-· .: -~ - ~- -- - ~:~:··.:~· :-- ·.:.~ .. · ::~.~! : ~~~.--: -::·;:..:: .. :.·::· ::· .. 

Grace Consulting, Inc. 

Qttalified Indi1Jidual 

LET IT BE KNOWN 1HAT 

Nathan Vineyard 
HAS SUCCESSFULLY PASSED A COMPREHENSIVE EXAMINATION AND SATISFIED EXPBRlENCE REQUIREMENTS 

IN ACCORDANCE Wl1H mE GUIDmJNES SET FORni IN ASTM D 7036 FOR QUALIFffiD INDIVIDUALS FOR 

GROUP m-MEASURING GASEOUS POUUTANI' CONCENTRATIONS WI'IH INSTRUMENTAL TEST METHODS 
AND CONDUCI'ING CEMS RATAS 

EXAM COMPLETED ON JUNE 21, 2013 AND EFFECTIVE UNTIL JUNE 21, 2018 

7~ ===-=- ==~~~ 
n-s()N STILES, Q~LITYMANAGER - SCOTl' TEAGUE, Q5111·IV, PRESIDENT 
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